
Drawing Change Notice 

24590-LAW-P1 -PO1 T-00005 LAW VITRIFICATION BUILDING 
GENERAL ARRANGEMENT 

PLAN AT EL. 48'-0" 

PART OF DESIGN CHANGE PACKAGE (DCP)? IxI No 0 Yes DCP No.: Rev: 

The gypsum board wall at it present location cannot be constructed - it is located over the shaft 
area which has no floor system to build from. 

JUSTIFICATION FOR CHANGE TREND CODE-NUMBER 

I Supersedes Change Document No 0 Yes 

Client Approval Required 0 Yes No Permit Review by E&NS Required 0 Yes No 

Interface Resolution Required 0 Yes No Safety Screening I Evaluation Required 

IxI Yes No 
* Address these "yes" 

Documents identified in 24590-WTP-GPP-SREG-002 must 
be checked "Yes" regardless of the change being made, and 
E&NS signature is required below. 

in the desc.$,tion 

DESCRIPTION OF CHANGE 

Relocate existing gypsum board wall west of column line 16 to the new location as indicated in the attached sketches. 

I ORIGINATOR 
TIM HAWKINS 

L G  
CHECKER 
CRAIG SALERNO 

I " 
QA (when applicable) I E&NS (when applicable) 

N/A 

I 

APPROVAL DATE AppRoze 

24590-GO4B-FO0006 Rev 18 (10/24/2007) Ref: 24590-WTP-3DP-G04T-0090 1 
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	DWP-AEA: Please note that source, special nuclear, and byproduct materials, as defined in the Atomic Energy Act of 1954 (AEA) are regulated at the U. S. Department of Energy (DOE) facilities exclusively by DOE acting pursuant to its AEA authority.  DOE asserts that pursuant to AEA, it has sole and exclusive responsibility and authority to regulate source, special nuclear, and byproduct materials at DOE-owned nuclear facilities.  Information contained herein on radionuclides is provided for process description purposes only.


