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Table C Complete List of Interlocks C1 of 1 

Table D TP-01 Size Reduction & Screening System D1 of 2 

Table E TP-02 Cutting & Shearing System E1 of 2 
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Table H TP-06 Liquid Holding System H1 of 3 

Table I TP-07 Super-Compaction/Macro-Encapsulation I1 of 2 
 System 

Table J TP-08 Dryer System J1 of 2 

Table K TP-09 Liquid Consolidation System K1 of 1 

Table L TT-01 High Capacity Solids Mixing System L1 of 2 

Table M TT-02 Low Capacity solids Mixing System M1 of 2 

Table N TT-03 In-Container Mixing System N1 of 1 

Table O TT-04 Polymer Mixing System O1 of 3 

Table P TT-05 Physical Extraction System P1 of 2 

Table Q TT-06 Container Rinse System Q1 of 1 

Table R SB-01 Bulk Reagent Storage System R1 of 1 

Table S SB-02 Confinement Supply System S1 of 1 

Table T SB-02 Confinement Exhaust System T1 of 1 

Table U SB-05 Gas Monitoring System U1 of 2 

Table V SB-09 Stabilization Process Vent System V1 of 1 
 Dust Control System #1 

Table W SB-09 Stabilization Process Vent System W1 of 1 
 Dust Control System #2 

Table X SB-09 Stabilization Process Vent System X1 of 1 
 Fume Exhaust System 

Table Y Complete List of NTTB Manual Valves Y1 of 3 
 
Table Z TP-15 Aerosol Can Puncture Device Z1 of 1 
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Stabilization Bldg. Table A 
 Complete List of 
 Instruments 

   
TAG 

 
INSTRUMENT DESCRIPTION 

SPEC. NO. 15130H 
TYPE 

 
RANGE 

TT-06- FV- 0601 Drum Washer Drain Diverter Solenoid Valve Part of Z-0601 Rinse-Wash 
TT-06- HS- 0601 Drum Washer Drain Diverter Valve Selection Switch Part of Z-0601 On-Off 
TT-06- HS- 0602 Drum Washer Wash Pump On/Off Switch Part of Z-0601 On-Off 
TT-06- HS- 0604 Bin Washer Hi Pressure Pump Air Valve On/Off Switch Part of Z-0603 On-Off 
TT-06- HS- 0605 Bin Washer Rinse Pump Air Valve On/Off Switch Part of Z-0603 On-Off 
TT-06- HS- 0606 Bin Washer Scavenger Pump Air Valve On/Off Switch Part of Z-0603 On-Off 
TT-06- PDI- 0601 Drum Washer Vent Differential Pressure Gauge PDI-G3 0-2 in wg 
TT-05- CA- 0506-01 Liquid Drip Pan Leak Alarm Light/Horn Pilot2 On-Off 
TT-05- CA- 0506-02 Liquid Drip Pan Leak Alarm Light/Horn Pilot2 On-Off 
TT-05- CE- 0506 Liquid Drip Pan Leak Detection Element CE On-Off 
TT-05- FV- 0512 CO2 Wash Pellet Solenoid Valve 15111-FV Open-Close 
TT-05- HS- 0504 Emergency Stop Switch HS On-Off 
TT-05- HS- 0505 Wash Pump On/Off Switch Part of PMP-0505 On-Off 
TT-05- HS- 0507 Rinse Pump On/Off Switch Part of PMP-0507 On-Off 
TT-05- HS- 0512 CO2 Wash Pellet Valve Open/Close Switch HS On-Off 
TT-05- LAH- 0510 Abrasive Slurry Level Alarm Hi Pilot/Pizo On-Off 
TT-05- LAHH- 0510-01 Abrasive Slurry Level Alarm Hi Hi Pilot/Pizo On-Off 
TT-05- LAHH- 0510-02 Abrasive Slurry Level Alarm Hi Hi Pilot/Pizo On-Off 
TT-05- LAL- 0510 Abrasive Slurry Level Alarm Lo Pilot/Pizo On-Off 
TT-05- LET- 0510 Abrasive Slurry Level Element Transmitter LET 0-48 in 
TT-05- LI- 0510 Abrasive Slurry Level Indicator DSPLY 0-48 in 
TT-05- PDI- 0509 Abrasive Blast Booth Vent Differential Pressure Gauge PDI-G3 0-2 in wg 
TT-04- FV- 0405 Blender Discharge Valve Part of MX-0404 Open-Close 
TT-04- HS- 0401 Polymer Pellet Feeder On/Off Switch Part of F-0401 On-Off 
TT-04- HS- 0405 Blender Discharge Valve Open/Close Switch Part of MX-0404 On-Off 
TT-04- HS- 0407 Screw Feeder On/Off Switch Part of VFD On-Off 
TT-04- HS- 0413 Waste Feeder On/Off Switch Part of F-0413 On-Off 
TT-04- HS- 0409-01 Extruder On/Off Switch Part of F-0409 On-Off 
TT-04- HS- 0409-02 Extruder Emergency Off Switch HS On-Off 
TT-04- HS- 0415-01 Waste Container Lift/Dumper Up/Down Switch Part of E-0415 Up-Hold-Down 
TT-04- HS- 0415-02 Waste Container Lift/Dumper Emergency Stop Switch Part of E-0415 On-Off 
TT-04- HS- 0416-01 Polymer Filing Enclosure Rotate On/Off Switch Part of Z-0416 On-Off 
TT-04- HS- 0416-02 Polymer Filing Enclosure Fan On/Off Switch Part of Z-0416 On-Off 
TT-04- PDI- 0404 Waste Blender Vent Differential Pressure Gauge PDI-G3 0-2 in wg 
TT-04- PDI- 0409 Extruder Vent Differential Pressure Gauge PDI-G3 0-2 in wg 
TT-04- PDI- 0413 Waste Feeder Vent Differential Pressure Gauge PDI-G3 0-2 in wg 
TT-04- PDI- 0416 Polymer Filing Enclosure Vent Differential Pressure Gauge PDI-G3 0-2 in wg 
TT-04- PI- 0411 Extruder Heat Exchanger Supply Pressure Gauge PI-G 0-200 psig 
TT-04- PI- 0911 Extruder Heat Exchanger PCW Supply Pressure Gauge PI-G 0-200 psig 
TT-04- SIC- 0407 Screw Feeder Speed Controller Part of VFD 0-15 rpm 
TT-04- SIC- 0409 Extruder Speed Controller Part of F-0409 0-15 rpm 
TT-04- SIC- 0413 Waste Feeder Speed Controller Part of F-0413 0-15 rpm 
TT-04- TAH- 0409-01 Extruder Zone #1 Temperature Alarm Hi Part of F-0409 On-Off 
TT-04- TAH- 0409-02 Extruder Zone #2 Temperature Alarm Hi Part of F-0409 On-Off 
TT-04- TAH- 0409-03 Extruder Zone #3 Temperature Alarm Hi Part of F-0409 On-Off 
TT-04- TAH- 0409-04 Extruder Zone #4 Temperature Alarm Hi Part of F-0409 On-Off 
TT-04- TAH- 0409-05 Extruder Zone #5 Temperature Alarm Hi Part of F-0409 On-Off 
TT-04- TAL- 0409-01 Extruder Zone #1 Temperature Alarm Lo Part of F-0409 On-Off 
TT-04- TAL- 0409-02 Extruder Zone #2 Temperature Alarm Lo Part of F-0409 On-Off 
TT-04- TAL- 0409-03 Extruder Zone #3 Temperature Alarm Lo Part of F-0409 On-Off 
TT-04- TAL- 0409-04 Extruder Zone #4 Temperature Alarm Lo Part of F-0409 On-Off 
TT-04- TAL- 0409-05 Extruder Zone #5 Temperature Alarm Lo Part of F-0409 On-Off 
TT-04- TE- 0409-01 Extruder Zone #1 Temperature Thermocouple Part of F-0409 Vendor TBD 
TT-04- TE- 0409-02 Extruder Zone #2 Temperature Thermocouple Part of F-0409 Vendor TBD 
TT-04- TE- 0409-03 Extruder Zone #3 Temperature Thermocouple Part of F-0409 Vendor TBD 
TT-04- TE- 0409-04 Extruder Zone #4 Temperature Thermocouple Part of F-0409 Vendor TBD 
TT-04- TE- 0409-05 Extruder Zone #5 Temperature Thermocouple Part of F-0409 Vendor TBD 
TT-04- TI- 0411-01 Extruder Heat Exchanger Supply Temperature Gauge TI-G 0-200 F 
TT-04- TI- 0411-02 Extruder Heat Exchanger Return Temperature Gauge TI-G 0-200 F 
TT-04- TI- 0911-01 Extruder Heat Exchanger PCW Supply Temperature Gauge TI-G 0-200 F 
TT-04- TI- 0911-02 Extruder Heat Exchanger PCW Return Temperature Gauge TI-G 0-200 F 
TT-04- TIC- 0409-01 Extruder Zone #1 Temperature Indicating Controller Part of F-0409 Vendor TBD 
TT-04- TIC- 0409-02 Extruder Zone #2 Temperature Indicating Controller Part of F-0409 Vendor TBD 
TT-04- TIC- 0409-03 Extruder Zone #3 Temperature Indicating Controller Part of F-0409 Vendor TBD 
TT-04- TIC- 0409-04 Extruder Zone #4 Temperature Indicating Controller Part of F-0409 Vendor TBD 
TT-04- TIC- 0409-05 Extruder Zone #5 Temperature Indicating Controller Part of F-0409 Vendor TBD 
TT-04- VFD- 0407 Screw Feeder Variable Frequency Drive Part of F-0407 0-15 rpm 
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TT-04- WE- 0404 Blender Weight Element Part of MX-0404 0-2000 lbs 
TT-04- WI- 0404 Blender Weight Indicator Part of MX-0404 0-2000 lbs 
TT-04- WIT- 0404 Blender Weight Transmitter/ Indicator Part of MX-0404 0-2000 lbs 
TT-04- YK- 0404 Waste Blender Timer Control Timer 0-10min/On-Off 
TT-04- ZIC- 0405 Blender Discharge Valve Closed Limit Indicator Part of MX-0404 On-Off 
TT-04- ZIO- 0405 Blender Discharge Valve Opened Limit Indicator Part of MX-0404 On-Off 
TT-04- ZSC- 0405 Blender Discharge Valve Closed Limit Switch Part of MX-0404 On-Off 
TT-04- ZSO- 0405 Blender Discharge Valve Opened Limit Switch Part of MX-0404 On-Off 
TT-03- FV- 1304 In-Container Mixer Air Solenoid Valve 15111-FV5 Open-Close 
TT-03- FV- 1308 Container Pump Air Solenoid Valve 15111-FV Open-Close 
TT-03- HS- 1301 In-Container Mixer On/Off Switch HS On-Off 
TT-03- DCHS- 130401 In-Container Mixer Air Valve Open/Close SwitchDrum Clamp Part of MX-1301HS On-Off NA 
TT-03- SAHS- 130506 Confinement Enclosure Fan On/Off Control Switch Swing Arm Part of Z-1305 MX-1301 On-Off NA 
TT-03- M U/DHS- 130609 Reagent Additive Feeder On/Off Switch Mixer UP/DOWN Part of MX-1301HS On-Off NA 
TT-03- PMPHS- 1308 Container Metering Pump Air Valve Open/Close Switch Part of Z-1305HS On-Off0-2 gpm 
TT-03- M O/IHS- 13010 Bin Elevator Lift/Lower Switch Mixer OUT/IN Part of E-1310 MX-1301 Lift-Hold-Lower NA 
TT-03- MRLAH- 130213 Mixing Container Level Alarm Hi Mixer Rotation Part of MX-1301Pilot/Pizo On-Off NA 
TT-03- C LAH- 1311I/O TIC Level Alarm Hi Conveyor IN/OUT Part of MX-1301Pilot/Pizo On-Off NA 
TT-03- SDSLET- 1302U/D Mixing Container Level Transmitter South Door Switch UP/DOWN 0 Part of Z-1305 0-48 in NA 
TT-03- NDS LET 1311U/D TIC Level Transmitter North Door Switch UP/DOWN 0 Part of Z-1305 0-48 in NA 

TT-03- TCLI- 13021 Mixing Container Level Indicator Temperature Control Switch Part of MX-13010 0-48 in60-170F 
TT-03- FMLI- 1311005 TIC Level Indicator Water Flow Meter Part of MX-1301 3-30-48 ingpm 
TT-03- PDI- 1305 Confinement Sealand Enclosure Vent Differential Pressure Indicator Gauge PDI-G3 0-3.0 2 in wg 
TT-03- PDI- 1311 ContainerExhaust Vent Duct Differential Pressure Gauge PDI-G3 0-1.0 2 in wg 
TT-03- YK- 1301 In-Container Mixer Timer Control Timer 0-10min/On-Off 
TT-02- FE- 0209 Mixing Water Flow Element FIT1 0-9999 gpm 
TT-02- FQI- 0209 Mixing Water Flow Totalizer DSPLY 0-9999 gal 
TT-02- FS- 0209 Mixing Water Flow Switch HS On-Off 
TT-02- FT- 0209 Mixing Water Flow Transmitter FIT1 0-9999 gpm 
TT-02- FV- 0209 Mixing Water Solenoid Valve 15111-FV Open-Close 
TT-02- HS- 0202 Waste Container Lift Raise/Lower Control Switch Part of E-0202 Raise-Hold-Lower 
TT-02- HS- 0203 Waste Feeder On/Off/Auto Control Switch Part of F-0203 Hand-Off-Auto 
TT-02- HS- 0204 Mixer On/Off Control Switch Part of MX-0204 On-Off 
TT-02- HS- 0206 Reagent Feeder On/Off/Auto Control Switch Part of F-0206 Hand-Off-Auto 
TT-02- HS- 0207 Reagent Container Lift Control Switch Part of Z-0207 Up-Hold-Down 
TT-02- HS- 0209 Mixing Water Valve On/Off/Auto Control Switch HS Hand-Off-Auto 
TT-02- HV- 0204 Mixer Dump Hand Hydraulic Valve Part of MX-0204 Open-Hold-Close 
TT-02- PDI- 0204 Mixer Vent Differential Pressure Gauge PDI-G3 0-5 in wg 
TT-02- PDI- 0205 Container Vent Differential Pressure Gauge PDI-G3 0-5 in wg 
TT-02- WE- 0204 Mixer Weight Element Part of MX-0204 0-2000 lbs 
TT-02- WIQ- 0204 Mixer Weight Indicating Totalizer Part of MX-0204 0-2000 lbs 
TT-02- WS- 0204 Mixer Weight Switch Controller Part of MX-0204 0-2000 lbs 
TT-02- WT- 0204 Mixer Weight Transmitter Part of MX-0204 0-2000 lbs 
TT-02- YK- 0204 Mixer Timer Control Timer 0-10min/On-Off 
TT-01- FE- 0109 Mixing Water Flow Element FIT1 0-9999 gpm 
TT-01- FQI- 0109 Mixing Water Flow Totalizer DSPLY 0-9999 gal 
TT-01- FS- 0109 Mixing Water Flow Valve Control Switch HS On-Off 
TT-01- FT- 0109 Mixing Water Flow Transmitter FIT1 0-9999 gpm 
TT-01- FV- 0109 Mixing Water Solenoid Valve 15111-FV Open-Close 
TT-01- HS- 0102 Waste Container Lift Raise/Lower Control Switch Part of E-0102 Raise-Hold-Lower 
TT-01- HS- 0103 Waste Feeder On/Off/Auto Control Switch Part of F-0103 Hand-Off-Auto 
TT-01- HS- 0104 Mixer On/Off Control Switch Part of MX-0104 On-Off 
TT-01- HS- 0106 Reagent Feeder On/Off/Auto Control Switch Part of F-0106 Hand-Off-Auto 
TT-01- HS- 0107 Reagent Container Lift Control Switch Part of Z-0107 Up-Hold-Down 
TT-01- HS- 0109 Mixing Water Valve On/Off/Auto Control Switch HS Hand-Off-Auto 
TT-01- PDI- 0104 Mixer Vent Differential Pressure Gauge PDI-G3 0-5 in wg 
TT-01- PDI- 0105 Container Vent Differential Pressure Gauge PDI-G3 0-5 in wg 
TT-01- WE- 0104 Mixer Weight Element Part of MX-0104 0-2000 lbs 
TT-01- WIQ- 0104 Mixer Weight Indicating Totalizer Part of MX-0104 0-2000 lbs 
TT-01- WS- 0104 Mixer Weight Controller Part of MX-0104 On-Off 
TT-01- WT- 0104 Mixer Weight Transmitter Part of MX-0104 0-2000 lbs 
TT-01- YK- 0104 Mixer Timer Control Timer 0-10min/On-Off 
TP-09- CT- 0902 Container Level Transmitter LS On-Off 
TP-09- LAH- 0902-01 Container Level Alarm Hi (full) Pilot2 On-Off 
TP-09- LAH- 0902-02 Container Level Alarm Hi (full) Pilot2 On-Off 
TP-09- PDI- 0901 Consolidation Box Differential Pressure Gauge Part of Z-0901 0-2 in wg 
TP-09- PDI- 0902 Container Vent Differential Pressure Gauge PDI-G3 0-2 in wg 
TP-08- AAH- 0815 Dryer Air Flammability Level Alarm Hi Part of HT-0803 On-Off 
TP-08- AET- 0815 Dryer Air Flammability Sensor Part of HT-0803 0-50% 
TP-08- AI- 0815 Dryer Air Flammability Level Indicator Part of HT-0803 0-50% 
TP-08- HS- 0802 Recirculation Blower On/Off Switch HS On-Off 
TP-08- HS- 0812 Purge Blower On/Off Switch HS On-Off 
TP-08- LAH- 0808 Condensate Collection Level Alarm Hi Pilot/Pizo On-Off 
TP-08- LAHH- 0808-01 Condensate Collection Level Alarm Hi Hi Pilot/Pizo On-Off 
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TP-08- LAHH- 0808-02 Condensate Collection Level Alarm Hi Hi Pilot/Pizo On-Off 
TP-08- LET- 0808 Condensate Collection Level Transmitter LET 0-36 in 
TP-08- LI- 0808 Condensate Collection Level Indication DSPLY 0-36 in 
TP-08- PDAL- 0805 Dryer Differential Pressure Alarm Lo Pilot/Pizo On-Off 
TP-08- PDIS- 0805 Dryer Differential Pressure Indicating Switch PDS 0-2 in wg 
TP-08- TAH- 0803 Dryer Air Temperature Alarm Hi Part of HT-0803 On-Off 
TP-08- TE- 0803 Dryer Air Temperature Thermocouple Part of HT-0803 0-200 F 
TP-08- TIC- 0803 Dryer Air Temperature Indicating Controller Part of HT-0803 0-200 F 
TP-07- HS- 0710 Grout Mixer Start/Stop Switch Part of CPR-0707 On-Off 
TP-07- HS- 0705-01 Compactor Emergency Stop Part of CPR-0705 On-Off 
TP-07- HS- 0705-02 Compactor Ram UP Switch Part of CPR-0705 On-Off 
TP-07- HS- 0705-03 Compactor Ram Down Switch Part of CPR-0705 On-Off 
TP-07- HS- 0706-01 Jib Crane Winch Raise Switch Part of CRN-0706 On-Off 
TP-07- HS- 0706-02 Jib Crane Winch Lower Switch Part of CRN-0706 On-Off 
TP-07- HS- 0707-01 Super Compactor Gate Open Hand Switch  Part of CPR-0707 On-Off 
TP-07- HS- 0707-02 Super Compactor Gate Close Hand Switch  Part of CPR-0707 On-Off 
TP-07- HS- 0707-03 Super Compactor Feed Ram Extend/Retract Switch Part of CPR-0707 On-Off 
TP-07- HS- 0707-04 Super Compactor Compact Switch  Part of CPR-0707 On-Off 
TP-07- HS- 0707-05 Super Compactor Release Switch Part of CPR-0707 On-Off 
TP-07- PDI- 0705 Compactor Vent Differential Pressure Gauge PDI-G3 0-5 in wg 
TP-07- PDI- 0707 Super Compactor Vent Differential Pressure Gauge PDI-G3 0-5 in wg 
TP-07- PDI- 0712 Compaction Hepa Filter Differential Pressure Indicator PDI-G 0-5 in wg 
TP-07- PDI- 0714 Overpack Vent Hood Differential Pressure Gauge PDI-G3 0-5 in wg 
TP-07- ZIC- 0705 Compactor Door Closed Indicator Part of CPR-0705 On-Off 
TP-07- ZIC- 0707 Super Compactor Gate Closed Indicator Part of CPR-0707 On-Off 
TP-07- ZIO- 0707-01 Super Compactor Gate Opened Indicator Part of CPR-0707 On-Off 
TP-07- ZIO- 0707-02 Super Compactor Feed Ram Retracted Indicator Part of CPR-0707 On-Off 
TP-07- ZSC- 0705 Compactor Door Closed Switch Part of CPR-0705 On-Off 
TP-07- ZSC- 0707 Super Compactor Gate Closed Switch Part of CPR-0707 On-Off 
TP-07- ZSO- 0707-01 Super Compactor Gate Opened Switch Part of CPR-0707 On-Off 
TP-07- ZSO- 0707-02 Super Compactor Feed Ram Retracted Switch Part of CPR-0707 On-Off 
TP-06- CA- 0616-01 Pipe Leak Alarm Light/Horn Pilot2 On-Off 
TP-06- CA- 0616-02 Pipe Leak Alarm Light/Horn Pilot2 On-Off 
TP-06- CA- 0620-01 Drip Pan Leak Alarm Light/Horn CE On-Off 
TP-06- CA- 0620-02 Drip Pan Leak Alarm Light/Horn CE On-Off 
TP-06- CE- 0620 Drip Pan Leak Detection CE On-Off 
TP-06- CE- 0616-01 Product Discharge Piping Leak Detection CE2 On-Off 
TP-06- CE- 0616-02 Container Pump Piping Leak Detection CE2 On-Off 
TP-06- FV- 0601 Container Pump Air Solenoid Valve 15111-FV Open-Close 
TP-06- HS- 0601 Container Pump Air Valve On/Off Switch HS On-Off-Auto 
TP-06- HS- 0602 Liquid Holding Tank Mixer #1 On/Off Switch HS On-Off 
TP-06- HS- 0605 Liquid Holding Tank Mixer #2 On/Off Switch HS On-Off 
TP-06- HS- 0609 Liquid Holding Pump #1 On/Off Switch HS On-Off 
TP-06- HS- 0611 Liquid Holding Pump #2 On/Off Switch HS On-Off 
TP-06- HS- 0615 Emergency Stop Switch HS On-Off 
TP-06- LAH- 0603-01 Liquid Holding Tank #1 Level Alarm Hi Pilot/Pizo On-Off 
TP-06- LAH- 0603-02 Liquid Holding Tank #1 Level Alarm Hi Pilot/Pizo On-Off 
TP-06- LAH- 0606-01 Liquid Holding Tank #2 Level Alarm Hi Pilot/Pizo On-Off 
TP-06- LAH- 0606-02 Liquid Holding Tank #2 Level Alarm Hi Pilot/Pizo On-Off 
TP-06- LAHH- 0603-01 Liquid Holding Tank #1 Level Alarm Hi Hi Pilot/Pizo On-Off 
TP-06- LAHH- 0603-02 Liquid Holding Tank #1 Level Alarm Hi Hi Pilot/Pizo On-Off 
TP-06- LAHH- 0606-01 Liquid Holding Tank #2 Level Alarm Hi Hi Pilot/Pizo On-Off 
TP-06- LAHH- 0606-02 Liquid Holding Tank #2 Level Alarm Hi Hi Pilot/Pizo On-Off 
TP-06- LAL- 0603 Liquid Holding Tank #1 Level Alarm Lo Pilot/Pizo On-Off 
TP-06- LAL- 0606 Liquid Holding Tank #2 Level Alarm Lo Pilot/Pizo On-Off 
TP-06- LET- 0603 Liquid Holding Tank #1 Level Element Transmitter LET 0-72 in 
TP-06- LET- 0606 Liquid Holding Tank #2 Level Element Transmitter LET 0-72 in 
TP-06- LI- 0603 Liquid Holding Tank #1 Level Indicator DSPLY 0-72 in 
TP-06- LI- 0606 Liquid Holding Tank #2 Level Indicator DSPLY 0-72 in 
TP-06- PDI- 0603 Liquid Holding Tank #1 Vent Differential Pressure Gauge PDI-G3 0-2 in wg 
TP-06- PDI- 0606 Liquid Holding Tank #2 Vent Differential Pressure Gauge PDI-G3 0-2 in wg 
TP-06- PDI- 0617 Product Discharge (TIC) Vent Differential Pressure Gauge PDI-G3 0-2 in wg 
TP-06- PDI- 0618 Product Inlet Container Vent Differential Pressure Gauge PDI-G3 0-2 in wg 
TP-06- PI- 0610-01 UV Oxidation Inlet Pressure Gauge Part of Equip 0-200 psig 
TP-06- PI- 0610-02 UV Oxidation Discharge Pressure Gauge Part of Equip 0-200 psig 
TP-06- PI- 0612-01 Carbon Filter #1 Inlet Pressure Gauge Part of Equip 0-200 psig 
TP-06- PI- 0612-02 Carbon Filter #2 Inlet Pressure Gauge Part of Equip 0-200 psig 
TP-06- PI- 0612-03 Carbon Filter #1 Discharge Pressure Gauge Part of Equip 0-200 psig 
TP-06- PI- 0612-04 Carbon Filter #2 Discharge Pressure Gauge Part of Equip 0-200 psig 
TP-06- PI- 0613-01 Ion Exchange #1 Inlet Pressure Gauge Part of Equip 0-200 psig 

RCRA/TSCA Permit A3 of A6  TBD, 2013 
Attachment TT – Equipment/Instrument list for STB   Revision 4 3 



Stabilization Bldg. Table A 
 Complete List of 
 Instruments 
 

TP-06- PI- 0613-02 Ion Exchange #2 Inlet Pressure Gauge Part of Equip 0-200 psig 
TP-06- PI- 0613-03 Ion Exchange #1 Discharge Pressure Gauge Part of Equip 0-200 psig 
TP-06- PI- 0613-04 Ion Exchange #2 Discharge Pressure Gauge Part of Equip 0-200 psig 
TP-06- TAH- 0603-01 Liquid Holding Tank #1 Temperature Alarm Hi Pilot/Pizo On-Off 
TP-06- TAH- 0603-02 Liquid Holding Tank #1 Temperature Alarm Hi Pilot/Pizo On-Off 
TP-06- TAH- 0606-01 Liquid Holding Tank #2 Temperature Alarm Hii Pilot/Pizo On-Off 
TP-06- TAH- 0606-02 Liquid Holding Tank #2 Temperature Alarm Hii Pilot/Pizo On-Off 
TP-06- TAHH- 0603 Liquid Holding Tank #1 Temperature Alarm Hi Hi Pilot/Pizo On-Off 
TP-06- TAHH- 0606 Liquid Holding Tank #2 Temperature Alarm Hi Hi Pilot/Pizo On-Off 
TP-06- TE- 0603 Liquid Holding Tank #1 Temperature Thermocouple TE-K 0-200 F 
TP-06- TE- 0606 Liquid Holding Tank #2 Temperature Thermocouple TE-K 0-200 F 
TP-06- TI- 0603 Liquid Holding Tank #1 Temperature Indicator TI-G 0-200 F 
TP-06- TI- 0606 Liquid Holding Tank #2 Temperature Indicator TI-G 0-200 F 
TP-06- YK- 0602 Liquid Holding Tank #1 Mixer Timer Timer 0-10min/On-Off 
TP-06- YK- 0605 Liquid Holding Tank #2 Mixer Timer Timer 0-10min/On-Off 
TP-04- CA- 0407-01 Drip Pan Leak Alarm Light/Horn CE On-Off 
TP-04- CA- 0407-02 Drip Pan Leak Alarm Light/Horn CE On-Off 
TP-04- CA- 0416-01 Pipe Leak Alarm Light/Horn Pilot2 On-Off 
TP-04- CA- 0416-02 Pipe Leak Alarm Light/Horn Pilot2 On-Off 
TP-04- CE- 0407 Drip Pan Leak Detection CE On-Off 
TP-04- CE- 0416-01 Container Pump Piping Leak Detection CE2 On-Off 
TP-04- CE- 0416-02 Product Discharge (TIC) Piping Leak Detection CE2 On-Off 
TP-04- FI- 0412 Chemical Feed Flow Indicator DSPLY 0-26 gpm 
TP-04- FIT- 0412 Chemical Feed Flow Indicating Transmitter FIT3 0-26 gpm 
TP-04- FV- 0401 Container Feed Pump Air Solenoid Valve 15111-FV Open-Close 
TP-04- FV- 0412 Chemical Feed Pump Air Solenoid Valve 15111-FV Open-Close 
TP-04- FV- 0415 Container Mixing Pump Air Solenoid Valve 15111-FV Open-Close 
TP-04- HS- 0401 Container Pump Air Valve Open/Close Switch HS On-Off 
TP-04- HS- 0402 Liquid Treatment Tank Mixer #1 On/Off Switch HS On-Off 
TP-04- HS- 0405 Liquid Treatment Tank Mixer #2 On/Off Switch HS On-Off 
TP-04- HS- 0409 Liquid Treatment Pump #1 On/Off Switch HS On-Off 
TP-04- HS- 0411 Liquid Treatment Pump #2 On/Off Switch HS On-Off 
TP-04- HS- 0412 Chemical Feed Pump Air Valve Open/Close Switch HS On-Off 
TP-04- HS- 0415 Container Mixing Pump Solenoid Valve Control Switch HS On-Off 
TP-04- LAH- 0403-01 Liquid Treatment Tank #1 Level Alarm Hi Pilot/Pizo On-Off 
TP-04- LAH- 0403-02 Liquid Treatment Tank #1 Level Alarm Hi Pilot/Pizo On-Off 
TP-04- LAH- 0406-01 Liquid Treatment Tank #2 Level Alarm Hi Pilot/Pizo On-Off 
TP-04- LAH- 0406-02 Liquid Treatment Tank #2 Level Alarm Hi Pilot/Pizo On-Off 
TP-04- LAHH- 0403-01 Liquid Treatment Tank #1 Level Alarm Hi Hi Pilot/Pizo On-Off 
TP-04- LAHH- 0403-02 Liquid Treatment Tank #1 Level Alarm Hi Hi Pilot/Pizo On-Off 
TP-04- LAHH- 0406-01 Liquid Treatment Tank #2 Level Alarm Hi Hi Pilot/Pizo On-Off 
TP-04- LAHH- 0406-02 Liquid Treatment Tank #2 Level Alarm Hi Hi Pilot/Pizo On-Off 
TP-04- LAL- 0403 Liquid Treatment Tank #1 Level Alarm Lo Pilot/Pizo On-Off 
TP-04- LAL- 0406 Liquid Treatment Tank #2 Level Alarm Lo Pilot/Pizo On-Off 
TP-04- LET- 0403 Liquid Treatment Tank #1 Level Element Transmitter LET 0-72 in 
TP-04- LET- 0406 Liquid Treatment Tank #2 Level Element Transmitter LET 0-72 in 
TP-04- LI- 0403 Liquid Treatment Tank #1 Level Indicator DSPLY 0-72 in 
TP-04- LI- 0406 Liquid Treatment Tank #2 Level Indicator DSPLY 0-72 in 
TP-04- PDI- 0403 Liquid Treatment Tank #1 Vent Differential Pressure Gauge PDI-G3 0-2 in wg 
TP-04- PDI- 0404 Liquid Bag Filter #1 Differential Pressure Gauge PDI-G 0-100 psig 
TP-04- PDI- 0406 Liquid Treatment Tank #2 Vent Differential Pressure Gauge PDI-G3 0-2 in wg 
TP-04- PDI- 0410 Liquid Bag Filter #3 Differential Pressure Gauge PDI-G 0-100 psig 
TP-04- PDI- 0414 Liquid Bag Filter #2 Differential Pressure Gauge PDI-G 0-100 psig 
TP-04- PDI- 0417 Treated Liquid Container Vent Differential Pressure Gauge PDI-G3 0-2 in wg 
TP-04- PDI- 0418 Container Vent Differential Pressure Gauge PDI-G3 0-2 in wg 
TP-04- PDI- 0419 Chemical Feed Pressure Gauge PDI-G3 0-2 in wg 
TP-04- TAH- 0406 Liquid Treatment Tank #2 Temperature Alarm Hi Pilot/Pizo On-Off 
TP-04- TAH- 0403-01 Liquid Treatment Tank #1 Temperature Alarm Hi Pilot/Pizo On-Off 
TP-04- TAH- 0403-02 Liquid Treatment Tank #1 Temperature Alarm Hi Pilot/Pizo On-Off 
TP-04- TAHH- 0403 Liquid Treatment Tank #1 Temperature Alarm Hi Hi Pilot/Pizo On-Off 
TP-04- TAHH- 0406 Liquid Treatment Tank #2 Temperature Alarm Hi Hi Pilot/Pizo On-Off 
TP-04- TE- 0403 Liquid Treatment Tank #1 Temperature Thermocouple TE-K 0-200 F 
TP-04- TE- 0406 Liquid Treatment Tank #2 Temperature Thermocouple TE-K 0-200 F 
TP-04- TI- 0403 Liquid Treatment Tank #1 Temperature Display DSPLY 0-200F 
TP-04- TI- 0406 Liquid Treatment Tank #2 Temperature Display DSPLY 0-200F 
TP-04- YK- 0402 Liquid Treatment Tank Mixer #1 Timer Control Timer 0-10min/On-Off 
TP-04- YK- 0405 Liquid Treatment Tank Mixer #2 Timer Control Timer 0-10min/On-Off 
TP-03- HK- 0303 Conveyor Speed Adjustment Switch Part of CV-0303 0-100 fpm 
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TP-03- HK- 0304 Sort Table Speed Adjustment Switch Part of Z-0304 0-20 rpm 
TP-03- HS- 0301 Box Dumper Hydraulic Motor On/Off Switch Part of E-0301 On-Off 
TP-03- HS- 0302 Drum Dumper Hydraulic Motor On/Off Switch Part of E-0302 On-Off 
TP-03- HS- 0303 Conveyor On/Off Switch Part of CV-0303 On-Off 
TP-03- HS- 0304 Sort Table On/Off Switch Part of Z-0304 On-Off 
TP-03- HS- 0306-01 Emergency Stop at Sort Table HS On-Off 
TP-03- HS- 0306-02 Emergency Stop at Dumper HS On-Off 
TP-03- HV- 0301 Box Dumper Lift/Dump Valve Control Part of E-0301 Lift-Hold-Lower 
TP-03- HV- 0302-01 Drum Dumper Lift Valve Control Part of E-0302 Lift-Hold-Lower 
TP-03- HV- 0302-02 Drum Dumper Dump Valve Control Part of E-0302 Dump-Hold-Level 
TP-03- PDI- 0305 Sort Table Vent Differential Pressure Gauge PDI-G3 0-5 in wg 
TP-03- PDI- 0306 Dump Area Hood Differential Pressure Gauge PDI-G3 0-5 in wg 
TP-03- PDI- 0308 Conveyor Vent Differential Pressure Gauge PDI-G3 0-5 in wg 
TP-03- PDI- 0309 Conveyor Vent Differential Pressure Gauge PDI-G3 0-5 in wg 
TP-03- SC- 0303 Conveyor Speed Controller Part of CV-0303 0-100 fpm 
TP-03- SC- 0304 Sort Table Speed Controller Part of Z-0304 0-20 rpm 
TP-02- HS- 0205-01 Shear Table Start/Stop Switch Part of SER-0205 On-Off 
TP-02- HS- 0205-02 Shear Table Emergency Stop Switch Part of SER-0205 On-Off 
TP-02- HS- 0207-01 Non-Ferrous Metal Cutting Saw On/Off Switch Part of MC-0207 On-Off 
TP-02- HS- 0207-02 Non-Ferrous Metal Cutting Saw Emergency Stop Switch Part of MC-0207 On-Off 
TP-02- HS- 0208-01 Ferrous Metal Cutting Saw On/Off Switch Part of MC-0208 On-Off 
TP-02- HS- 0208-02 Ferrous Metal Cutting Saw Emergency Stop Switch Part of MC-0208 On-Off 
TP-02- PDI- 0202 Flex Exhaust Hood Differential Pressure Gauge PDI-G3 0-5 in wg 
TP-02- PDI- 0209 Ferrous Dust Collector Differential Pressure Gauge Part of DC-0209 0-10 in wg 
TP-02- PDI- 0210 Non-Ferrous Dust Collector Differential Pressure Gauge Part of DC-0210 0-10 in wg 
TP-02- PDI- 0211 Dust Collector Differential Pressure Gauge Part of DC-0211 0-10 in wg 
TP-02- PDI- 0212 Disassembly Table Vent Differential Pressure Gauge PDI-G3 0-5 in wg 
TP-02- PDI- 0213 Ferrous Metal Cutting Saw Vent Differential Pressure Gauge PDI-G3 0-5 in wg 
TP-02- PDI- 0214 Non-Ferrous Metal Cutting Saw Vent Differential Pressure Gauge PDI-G3 0-5 in wg 
TP-01- FV- 0106 Feeder Discharge Solenoid Valve Part of F-0106 Open-Close 
TP-01- FV- 0107 Shredder N2 Purge Solenoid Valve 15111-FV Open-Close 
TP-01- HK- 0103 Conveyor Speed Setpoint Switch Part of VFD 0-100 fpm 
TP-01- HK- 0105 Shredder Speed Setpoint Switch Part of VFD 0-50 rpm 
TP-01- HK- 0106 Feeder Speed Setpoint Switch Part of VFD 0-15 rpm 
TP-01- HS- 0101 Drum Dumper Hydraulic Motor On/Off Switch Part of E-0101 On-Off 
TP-01- HS- 0102 B-25 Dumping Elevator Raise/Lower Switch Part of E-0102 Raise-Hold-Lower 
TP-01- HS- 0103 Conveyor Motor On/Off Control Switch Part of VFD On-Off 
TP-01- HS- 0105 Shredder Motor On/Off Control Switch Part of VFD On-Off 
TP-01- HS- 0106 Feeder Discharge Valve Open/Close Switch HS On-Off 
TP-01- HS- 0106 Feeder Motor On/Off Control Switch Part of VFD On-Off 
TP-01- HS- 0110 Emergency Stop Switch HS On-Off 
TP-01- HV- 0101-01 Drum Dumper Lift Valve Control Part of E-0101 Raise-Hold-Lower 
TP-01- HV- 0101-02 Drum Dumper Dump Valve Control Part of E-0101 Dump-Hold-Level 
TP-01- IAH- 0105 Shredder Motor Current Alarm Hi Part of VFD On-Off 
TP-01- IAHH- 0105 Shredder Motor Current Alarm Hi HI Part of VFD On-Off 
TP-01- LAH- 0108 Process Container Level Alarm Hi Pilot/Pizo On-Off 
TP-01- LET- 0108 Process Container Level Transmitter LET2 0-48 in 
TP-01- LI- 0108 Process Container Level Indicator DSPLY 0-48 in 
TP-01- PDI- 0102 Elevator Enclosure Vent Differential Pressure Gauge PDI-G3 0-5 in wg 
TP-01- PDI- 0105 Shredder Enclosure Vent Differential Pressure Gauge PDI-G3 0-5 in wg 
TP-01- PDI- 0106 Feeder Vent Hood Differential Pressure Gauge PDI-G3 0-5 in wg 
TP-01- SC- 0103 Conveyor Speed Controller Part of VFD 0-100 fpm 
TP-01- SC- 0105 Shredder Speed Controller Part of VFD 0-50 rpm 
TP-01- SC- 0106 Feeder Speed Controller Part of VFD 0-15 rpm 
TP-01- SIT- 0103 Conveyor Speed Indicating Transmitter Part of VFD 0-100 fpm 
TP-01- SIT- 0105 Shredder Speed Indicating Transmitter Part of VFD 0-50 rpm 
TP-01- SIT- 0106 Feeder Speed Indicating Transmitter Part of VFD 0-15 rpm 
TP-01- TAH- 0107 Shredder Temperature Hi Alarm Pilot/Pizo On-Off 
TP-01- TE- 0107 Shredder Temperature Thermocouple  TE-K 0-200 F 
TP-01- TI- 0107 Shredder Temperature Indicator DSPLY 0-200 F 
TP-01- VFD- 0103 Conveyor Variable Frequency Drive Part of CV-0103 - 
TP-01- VFD- 0105 Shredder Variable Frequency Drive Part of SHR-0105 - 
TP-01- VFD- 0106 Feeder Variable Frequency Drive Part of F-0106 - 
SB-09- FCV- 0901 Flow Control Damper 0 0 
SB-09- FCV- 0902 Flow Control Damper 0 0 
SB-09- FCV- 0903 Flow Control Damper 0 0 
SB-09- HS- 0925 Blower On/Off Switch HS On-Off 
SB-09- HS- 0926 Blower On/Off Switch HS On-Off 
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SB-09- HS- 0937 Blower On/Off Switch HS On-Off 
SB-09- PDI- 0919 Dust Collector Differential Pressure Gauge With Unit 0-10 in wg 
SB-09- PDI- 0920 Dust Collector Differential Pressure Gauge PDI-G3 0-10 in wg 
SB-09- PID- 0904 Differential Pressure Gauge PDI-G3 0-5 in wg 
SB-09- PID- 0905 Differential Pressure Gauge PDI-G3 0-5 in wg 
SB-09- PID- 0922 Carbon Bed Filter Photoionization Detector 0 0 
SB-09- PID- 0923 Carbon Bed Filter Photoionization Detector 0 0 
SB-09- PID- 0926 Carbon Bed Filter Photoionization Detector 0 0 
SB-05- AAH- 0516 Radiation Alarm Light/Horn Vendor Provided On-Off 
SB-05- FCV- 0525 Record Sample Flow Control Valve Vendor Provided Open to Close 
SB-05- FCV- 0527 Radiation Sample Flow Control Valve Vendor Provided Open to Close 
SB-05- FE- 0521 Radiation Sample Flowmeter Element Vendor Provided TBD 
SB-05- FE- 0523 Record Sample Flowmeter Element Vendor Provided TBD 
SB-05- FV- 0536 Pump Selection Intake Valve Vendor Provided Pump 1/Pump 2 
SB-05- FV- 0537 Pump Selection Discharge Valve Vendor Provided Pump 1/Pump 2 
SB-05- HS- 0537 Vacuum pump selector switch Vendor Provided Pump 1/Pump 2 
SB-05- PCV- 0531 Sample Static Pressure Control Valve Vendor Provided Open to Close 
SB-05- PI- 0533 Sample Static Pressure Gauge Vendor Provided 0 - 20 in wg 
SB-05- PSL- 0534 Pump #1 Low Vacuum Pressure Switch Vendor Provided On-Off 
SB-05- PSL- 0535 Pump #2 Low Vacuum Pressure Switch Vendor Provided On-Off 
SB-05- QA- 0528 Fault Alarm Light/Horn Vendor Provided On-Off 
SB-05- TE- 0515 Exhaust Stack Discharge Air Temperature Thermocouple Vendor Provided 0-300F 
SB-05- TE- 0522 Radiation Sample Temperature Thermocouple Vendor Provided 0-300F 
SB-05- TE- 0524 Record Sample Temperature Thermocouple Vendor Provided 0-300F 
SB-02- HS- 0204-01 AHU #1 On/Off Switch HS On-Off 
SB-02- HS- 0204-02 AHU #1 On/Off Switch HS On-Off 
SB-02- HS- 0205-01 AHU #1 On/Off Switch HS On-Off 
SB-02- HS- 0205-02 AHU #1 On/Off Switch HS On-Off 
SB-02- HS- 0251-01 Exhaust Unit #1 On/Off Switch HS On-Off 
SB-02- HS- 0251-01 Exhaust Unit #1 On/Off Switch HS On-Off 
SB-02- HS- 0251-02 Exhaust Unit #1 On/Off Switch Part of VFD On-Off 
SB-02- HS- 0251-02 Exhaust Unit #1 On/Off Switch Part of VFD On-Off 
SB-02- HS- 0252-01 Exhaust Unit #2 On/Off Switch HS On-Off 
SB-02- HS- 0252-01 Exhaust Unit #2 On/Off Switch HS On-Off 
SB-02- HS- 0252-02 Exhaust Unit #2 On/Off Switch Part of VFD On-Off 
SB-02- PALL- 0256 Exhaust Pressure Alarm Lo Lo Pilot/Pizo On-Off 
SB-02- PDC- 0216 Supply Air Pressure Differential Controller CTRLR2 0-0.5 in wg 
SB-02- PDI- 0251 Exhaust #1 Hepa Filter Differential Pressure Gauge PDI-G 0-10 in wg 
SB-02- PDI- 0252 Exhaust #2 Hepa Filter Differential Pressure Gauge PDI-G 0-10 in wg 
SB-02- PDT- 0206 Sorting and Mixing Pressure Differential Transmitter PDT 0-0.5 in wg 
SB-02- PDT- 0207 Liquid Consolidation Pressure Differential Transmitter PDT 0-0.5 in wg 
SB-02- PDT- 0208 Bulk Waste Receiving Pressure Differential Transmitter PDT 0-0.5 in wg 
SB-02- PDT- 0209 Containerized Waste Pressure Differential Transmitter PDT 0-0.5 in wg 
SB-02- PI- 0256 Exhaust Pressure Indicator DSPLY 0-10 in wg 
SB-02- PT- 0256 Exhaust Pressure Transmitter PDT 0-10 in wg 
SB-02- PT- 0256 Exhaust Pressure Transmitter PDT 0-10 in wg 
SB-02- SIC- 0251 Exhaust Unit #1 Speed Indicating Controller Part of VFD 0-120hz 
SB-02- SIC- 0252 Exhaust Unit #2 Speed Indicating Controller Part of VFD 0-120hz 
SB-02- VFD- 0251 Exhaust Unit #1 VFD VFD --- 
SB-02- VFD- 0252 Exhaust Unit #2 VFD VFD --- 

      
      
                        
      
      
      
      
      
      

 
 
 

RCRA/TSCA Permit A6 of A6  TBD, 2013 
Attachment TT – Equipment/Instrument list for STB  Revision 4 



Stabilization Bldg. Table B 
 Complete List of 
 Equipment 
 
 

  TAG DESCRIPTION SPEC. NO. 
TT-06- FLT- 0607 AIR FILTER - 
TT-06- PMP- 0602 DRUM WASHER RECIRCULATION PUMP 11400 
TT-06- PMP- 0604 BIN WASHER HI PRESSURE PUMP 11400 
TT-06- PMP- 0605 BIN WASHER RINSE PUMP 11400 
TT-06- PMP- 0606 BIN WASHER SCAVENGER PUMP 11400 
TT-06- Z- 0601 DRUM WASHER 11400 
TT-06- Z- 0603 TOTE/BIN WASHER ENCLOSURE 11400 
TT-05- ABB- 0503 ABRASIVE BLAST BOOTH 11600 
TT-05- FLT- 0508 FILTER 11600 
TT-05- FLT- 0511 DEMISTER FILTER 0 
TT-05- FLT- 0514 AIR FILTER - 
TT-05- PMP- 0505 ABRASIVE WASH PUMP 11600 
TT-05- PMP- 0507 ABRASIVE RINSE PUMP 11600 
TT-05- PMP- 0515 CO2 JET PUMP 15140 
TT-05- Z- 0506 LIQUID DRIP PAN 11500 
TT-05- Z- 0513 FROZEN CO2 PELLETS 11600 
TT-04- E- 0415 WASTE CONTAINER LIFT/DUMPER 14100 
TT-04- F- 0401 POLYMER PELLET FEEDER 14200 
TT-04- F- 0407 WEIGHT SCREW FEEDER 14200 
TT-04- F- 0409 EXTRUDER 11300 
TT-04- F- 0413 WASTE FEEDER 14200 
TT-04- H- 0402 POLYMER PELLET HOPPER 11500 
TT-04- HX- 0411 EXTRUDER HEAT EXCHANGER 11300 
TT-04- MX- 0404 WASTE/POLYMER BLENDER 15132 
TT-04- PMP- 0410 EXTRUDER COOLING PUMP 11300 
TT-04- Z- 0416 POLYMER FILLING ENCLOSURE 11900 
TT-03- C- 1302 ORIGINAL/DISPOSAL CONTAINER 11500 
TT-03- CVE- 13103 BIN ELEVATORCONTAINER CONVEYOR 11900 
TT-03- HEF- 13061 REAGENT ADDITIVE FEEDERHEAT EXCHANGER 11900 
TT-03- MX- 1301 IN-CONTAINER MIXER 15132 
TT-03- PMP- 1308 CONTAINER METERING PUMP 15140 
TT-03- Z- 1305 CONFINEMENT SEALAND ENCLOSURE 11900 
TT-03- DCZ- 13050937 DUST COLLECTOR (FILTER) 11900 
TT-03- PMP-Z- 13091 REAGENT BINHYDRAULIC PUMP 11900 
TT-03- Z- 1305 HYDRAULIC FLUID RESERVOIR 11900 
TT-02- C- 0205 DISPOSAL CONTAINER 11500 
TT-02- E- 0202 WASTE CONTAINER LIFT 14100 
TT-02- F- 0203 WASTE FEEDER 14200 
TT-02- F- 0206 REAGENT FEEDER 14200 
TT-02- MX- 0204 MIXER 15132 
TT-02- Z- 0207 REAGENT CONTAINER LIFT 14100 
TT-01- C- 0105 DISPOSAL CONTAINER 11500 
TT-01- E- 0102 WASTE CONTAINER LIFT 14100 
TT-01- F- 0103 WASTE FEEDER 14200 
TT-01- F- 0106 REAGENT FEEDER 14200 
TT-01- MX- 0104 MIXER 15132 
TT-01- Z- 0107 REAGENT CONTAINER LIFT 14100 
TP-09- C- 0000 BOTTLED WASTE CONTAINERS - 
TP-09- Z- 0901 LIQUID CONSOLIDATION BOX 11900 
TP-08- BLO- 0802 AIR RECIRCULATION BLOWER 11100 
TP-08- BLO- 0812 AIR PURGE BLOWER 11100 
TP-08- CD- 0806 CONDENSER 11100 
TP-08- FLT- 0801 FILTER - 
TP-08- FLT- 0809 AIR FILTER - 
TP-08- HT- 0803 HEATER 11100 
TP-08- Z- 0805 WASTE DRYER ENCLOSURE 11100 
TP-08- Z- 0807 CONDENSATE TRAP - 
TP-07- C- 0708 85 GALLON OVERPACK WITH BASKET 11500 
TP-07- CPR- 0705 IN-BARREL COMPACTION 11400 
TP-07- CPR- 0707 SKID MOUNTED SUPER-COMPACTION ASSEMBLY 11400 
TP-07- CRN- 0706 JIB CRANE 14100 
TP-07- FLT- 0704 AIR FILTER - 
TP-07- FLT- 0712 COMPACTION PROCESS VENT FILTER BANK 15829 
TP-07- MX- 0710 GROUT MIXER 15132 
TP-07- PMP- 0715 SUMP PUMP 15140 
TP-07- Z- 0714 85 GALLON OVERPACK VENT HOOD - 
TP-06- FLT- 0604 AIR FILTER - 
TP-06- FLT- 0608 AIR FILTER - 
TP-06- FLT- 0612 CARBON FILTER BANK 15663 
TP-06- FLT- 0613 ION EXCHANGE FILTER BANK 15663 
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TP-06- PMP- 0611 LIQUID HOLDING PUMP #2 15140 
TP-06- TK- 0603 LIQUID HOLDING TANK #1 15179 
TP-06- TK- 0606 LIQUID HOLDING TANK #2 15179 
TP-06- Z- 0607 LIQUID DRIP PAN 11500 
TP-06- Z- 0610 UV OXIDIZER 15663 
TP-04- FLT- 0404 LIQUID BAG FILTER #1 15663 
TP-04- FLT- 0408 TANK VENT AIR FILTER - 
TP-04- FLT- 0410 LIQUID BAG FILTER #3 15663 
TP-04- FLT- 0413 AIR FILTER - 
TP-04- FLT- 0414 LIQUID BAG FILTER #2 15663 
TP-04- MX- 0402 LIQUID TREATMENT TANK MIXER #1 15132 
TP-04- MX- 0405 LIQUID TREATMENT TANK MIXER #2 15132 
TP-04- PMP- 0401 CONTAINER PUMP 15140 
TP-04- PMP- 0409 LIQUID TREATMENT PUMP #1 15140 
TP-04- PMP- 0411 LIQUID TREATMENT PUMP #2 15140 
TP-04- PMP- 0412 CHEMICAL FEED PUMP 15140 
TP-04- PMP- 0415 CONTAINER MIXING PUMP 15140 
TP-04- TK- 0403 LIQUID TREATMENT TANK #1 15179 
TP-04- TK- 0406 LIQUID TREATMENT TANK #2 15179 
TP-04- Z- 0407 LIQUID DRIP PAN 11500 
TP-03- C- 0307 TRANSPORTABLE IN-PROCESS CONTAINER 11700 
TP-03- CV- 0303 FEED CONVEYOR 11700 
TP-03- E- 0301 BIN DUMPER 11700 
TP-03- E- 0302 DRUM DUMPER 14100 
TP-03- Z- 0304 ROTATING SORT TABLE 11700 
TP-03- Z- 0305 SORT TABLE VENT HOOD 11700 
TP-03- Z- 0306 DUMP AREA VENT HOOD - 
TP-03- Z- 0308 FEED CONVEYOR VENT HOOD 11700 
TP-03- Z- 0309 AEROSOL CANISTER TOOL - 
TP-02- CRN- 0201 MONORAIL CRANE 14100 
TP-02- CYL- 0203 CYLINDER GAS BOTTLES 11800 
TP-02- DC- 0209 FERROUS DUST COLLECTOR 15885 
TP-02- DC- 0210 NON-FERROUS DUST COLLECTOR 15885 
TP-02- DC- 0211 DUST COLLECTOR 15885 
TP-02- MC- 0207 NON-FERROUS METAL CUTTING SAW 11800 
TP-02- MC- 0208 FERROUS METAL CUTTING SAW 11800 
TP-02- SER- 0205 SHEAR TABLE 11800 
TP-02- T- 0206 DISASSEMBLY TABLE 11800 
TP-02- TT- 0202 TORCH CUTTING TABLE 11800 
TP-01- CV- 0103 ENCLOSED METERING CONVEYOR 11200 
TP-01- E- 0101 DRUM DUMPER 14100 
TP-01- E- 0102 BIN DUMPER 11700 
TP-01- F- 0106 FEEDER 11200 
TP-01- MAG- 0104 METALS COLLECTOR 11200 
TP-01- SHR- 0105 SHEAR SHREDDER 11200 
SB-09- BLO- 0925 BLOWER 15822 
SB-09- BLO- 0926 BLOWER 15822 
SB-09- BLO- 0927 BLOWER 15822 
SB-09- BLO- 0937 BLOWER 15822 
SB-09- DC- 0919 DUST COLLECTOR 15885 
SB-09- DC- 0920 DUST COLLECTOR 15885 
SB-09- FLT- 0922 CARBON BED FILTER 15885 
SB-09- FLT- 0923 CARBON BED FILTER 15885 
SB-09- FLT- 0926 CARBON BED FILTER 15885 
SB-09- FLT- 0931 DEMISTER FILTER 15885 
SB-09- FLT- 0932 DEMISTER FILTER 15885 
SB-09- FLT- 0933 DEMISTER FILTER 15885 
SB-09- FLT- 0939 CARBON BED FILTER 15885 
SB-05- CAM- 0516 RADIATION DETECTION SENSOR/MONITOR 15829 
SB-05- CTL- 0526 ISOKINETIC SAMPLE CONTROL MODULE 15829 
SB-05- CTL- 0530 STATIC PRESSURE CONTROLLER 15829 
SB-05- CTL- 0532 VACUUM PUMP CONTROL MODULE 15829 
SB-05- FL- 0518 CARTRIDGE FILTER 15829 
SB-05- FLT- 0517 RECORD SAMPLE FILTER 15829 
SB-05- FLT- 0538 STATIC PRESSURE AIR FILTER 15829 
SB-05- LOG- 0528 DATA LOGGER 15829 
SB-05- PMP- 0534 VACUUM PUMP #1 15829 
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SB-05- PMP- 0535 VACUUM PUMP #2 15829 
SB-05- Z- 0519 PILOT TUBE 15829 
SB-05- Z- 0520 STACK MASSTRON 15829 
SB-05- Z- 0522 RECORD SAMPLE MASSTRON 15829 
SB-05- Z- 0524 RADIATION MONITOR MASSTRON 15829 
SB-02- AHU- 0204 AIR HANDLING UNIT #1 0 
SB-02- AHU- 0205 AIR HANDLING UNIT #2 0 
SB-02- EU- 0251 EXHUAST UNIT #1 0 
SB-02- EU- 0252 EXHUAST UNIT #2 0 
SB-01- CRN- 0105 MONORAIL CRANE 14100 
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TT-04- 0 0000 No interlocks 
TT-03- 0 0000 No Interlocks 
TP-09- 0 0000 No Interlocks 
TP-01- ILK- 0101 Shredder Motor Hi Hi Current 
TP-01- ILK- 0102 Emergency Stop 
TP-01- ILK- 0103 Shredder Hi Temperature 
TP-02- ILK- 0201 Shear Table Emergency Stop 
TP-02- ILK- 0202 Non-Ferrous Metal Cutting Saw Emergency Stop 
TP-03- ILK- 0301 Emergency Stop 
TP-04- ILK- 0401 Liquid Treatment Tank #1 Hi Hi Alarm 
TP-04- ILK- 0402 Liquid Treatment Tank #2 Hi Hi Alarm 
TP-04- ILK- 0403 Liquid Treatment Tank Temperature Hi 
TP-06- ILK- 0601 Liquid Holding Tank #1 Hi Hi Alarm 
TP-06- ILK- 0602 Liquid Holding Tank #2 Hi Hi Alarm 
TP-06- ILK- 0603 Emergency Stop 
TP-07- ILK- 0701 Emergency Stop - In Barrel Compaction 
TP-07- ILK- 0702 In Barrel Compactor Door Open 
TP-07- ILK- 0703 Super Compactor Gate Closed 
TP-07- ILK- 0704 Super Compactor Feed Ram Retracted 
TP-07- ILK- 0705 Super Compactor Gate Open 
TP-08- ILK- 0803 Condensate Collection Drum Full 
TP-08- ILK- 0804 Hi Flammability Detected 
TT-01- ILK- 1101 Mixer Water Control 
TT-01- ILK- 1102 Waste/Reagent Feed Control 
TT-02- ILK- 1201 Mixer Water Control 
TT-02- ILK- 1202 Reagent/Waste Feed Control 
TT-05- ILK- 1501 Emergency Stop 
TT-06- ILK- 1601 Compactor Emergency Stop  
TT-06- ILK- 1602 Compactor Door Closed 
SB-09- ILK- 2901 Loss of Building Exhaust 
SB-09- ILK- 2901 Loss of Building Exhaust 
SB-09- ILK- 2901 Loss of Building Exhaust 
SB-05- ILK- 2501 Vacuum pump #1 off 
SB-05- ILK- 2502 Vacuum pump #2 off 
SB-05- ILK- 2503 Vacuum pump #1 selected 
SB-05- ILK- 2504 Vacuum pump #2 selected 
SB-05- ILK- 2505 Low Pump #1 Vacuum pressure 
SB-05- ILK- 2506 Low Pump #1 Vacuum pressure 
SB-05- ILK- 2507 Low Pump #2 Vacuum pressure 
SB-05- ILK- 2508 Low Pump #2 Vacuum pressure 
SB-02- ILK- 3211 Loss of Building Exhaust 
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`   SIZE REDUCTION & SCREENING SYSTEM (TP-01)        

   DRAWING # 31001-P-013          

              
  TAG EQUIPMENT DESCRIPTION SPEC. NO.          

TP-01- E- 0101 DRUM DUMPER 14100          
TP-01- E- 0102 BIN DUMPER 11700          
TP-01- CV- 0103 ENCLOSED METERING 

 
11200          

TP-01- MAG- 0104 METALS COLLECTOR 11200          
TP-01- SHR- 0105 SHEAR SHREDDER 11200          
TP-01- F- 0106 FEEDER 11200          

              
              
  TAG INSTRUMENT DESCRIPTION SPEC. NO. 

15130H  TYPE 
RANGE NORMAL OPERATING 

SETPOINT 
ALARM          
LO LO 

ALARM 
LO 

ALARM 
HI 

ALARM 
HI HI 

FAIL 
STATE 

INPUT TO 
INTERLOCK 

ACCURACY 

TP-01- HS- 0101 Drum Dumper Hydraulic Motor 
  

Part of E-0101 On-Off On     Off  na 
TP-01- HS- 0102 B-25 Dumping Elevator Raise/Lower 

 
Part of E-0102 Raise-Hold-

 
Raise     Hold  na 

TP-01- PDI- 0102 Elevator Enclosure Vent Differential 
  

PDI-G3 0-5 in wg 1-3 in wg     0 inwc  0.1 in wg 
TP-01- HK- 0103 Conveyor Speed Setpoint Switch Part of VFD 0-100 fpm Varies     0 fpm  2 rpm 
TP-01- HS- 0103 Conveyor Motor On/Off Control 

 
Part of VFD On-Off On     Off  na 

TP-01- SC- 0103 Conveyor Speed Controller Part of VFD 0-100 fpm Varies     0 fpm  2 rpm 
TP-01- SIT- 0103 Conveyor Speed Indicating 

 
Part of VFD 0-100 fpm Varies     0 fpm  2 rpm 

TP-01- VFD- 0103 Conveyor Variable Frequency Drive Part of CV-
 

- -     Off   0.5% of motor 
 TP-01- HK- 0105 Shredder Speed Setpoint Switch Part of VFD 0-50 rpm Varies     0 rpm  2% 

TP-01- HS- 0105 Shredder Motor On/Off Control 
 

Part of VFD On-Off On     Off  na 
TP-01- IAH- 0105 Shredder Motor Current Alarm Hi Part of VFD On-Off Off   Vendor TBD Off  na 
TP-01- IAHH- 0105 Shredder Motor Current Alarm Hi HI Part of VFD On-Off Off    Vendor 

 
Off ILK-0101 na 

TP-01- PDI- 0105 Shredder Enclosure Vent Differential 
  

PDI-G3 0-5 in wg 1-3 in wg     0 in wg  0.1 in wg 
TP-01- SC- 0105 Shredder Speed Controller Part of VFD 0-50 rpm Varies     0 rpm  0.3 rpm 
TP-01- SIT- 0105 Shredder Speed Indicating 

 
Part of VFD 0-50 rpm Varies     0 rpm  0.3 rpm 

TP-01- VFD- 0105 Shredder Variable Frequency Drive Part of SHR-
 

- -     Off  0.5% of motor 
 TP-01- FV- 0106 Feeder Discharge Solenoid Valve Part of F-0106 Open-Close Open     Close  na 

TP-01- HK- 0106 Feeder Speed Setpoint Switch Part of VFD 0-15 rpm Varies     0 rpm  0.3 rpm 
TP-01- HS- 0106 Feeder Motor On/Off Control Switch Part of VFD On-Off On     Off  na 
TP-01- HS- 0106 Feeder Discharge Valve Open/Close 

 
HS On-Off Open     Off  na 

TP-01- PDI- 0106 Feeder Vent Hood Differential 
  

PDI-G3 0-5 in wg 1-3 in wg     0 in wg  0.1 in wg 
TP-01- SC- 0106 Feeder Speed Controller Part of VFD 0-15 rpm Varies     0 rpm  0.3 rpm 
TP-01- SIT- 0106 Feeder Speed Indicating Transmitter Part of VFD 0-15 rpm Varies     0 rpm  0.3 rpm 
TP-01- VFD- 0106 Feeder Variable Frequency Drive Part of F-0106 - -     Off  0.5% of motor 

 TP-01- FV- 0107 Shredder N2 Purge Solenoid Valve 15111-FV Open-Close Close   Open  Open  na 
TP-01- TAH- 0107 Shredder Temperature Hi Alarm Pilot/Pizo On-Off Off   140 F  Hold ILK-0103 na 
TP-01- TE- 0107 Shredder Temperature 

  
TE-K 0-200 F 80 F   140 F  Full 

 
 0.27 F 

TP-01- TI- 0107 Shredder Temperature Indicator DSPLY 0-200 F ambient     Full 
 

 0.5 F 
TP-01- LAH- 0108 Process Container Level Alarm Hi Pilot/Pizo On-Off Off   40 in  Off  na 
TP-01- LET- 0108 Process Container Level Transmitter LET2 0-48 in varies     0 in  0.12 in 
TP-01- LI- 0108 Process Container Level Indicator DSPLY 0-48 in Varies     0 in  0.12 in 
TP-01- HS- 0110 Emergency Stop Switch HS On-Off On     Off ILK-0102 na 
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TP-01- HV- 0101-

 
Drum Dumper Lift Valve Control Part of E-0101 Raise-Hold-

 
Raise     Hold  na 

TP-01- HV- 0101-
 

Drum Dumper Dump Valve Control Part of E-0101 Dump-Hold-
 

Dump     Hold  na 
              
              
              
  TAG INTERLOCK DESCRIPTION TYPE INPUTS OUTPUTS ACTION System Drawing # Remarks 

TP-01- ILK- 0101 Shredder Motor Hi Hi Current Internal to VFD IAHH-0105 HS-0105 Off TP-01 31001-P-013 Secure Shredder, Protect Equipment 
TP-01- ILK- 0102 Emergency Stop Hardwire HS-0110 VFD-0103 Off TP-01 31001-P-013 Secure Shredder, Protect Equipment 

      VFD-0105 Off TP-01 31001-P-013 Secure Shredder, Protect Equipment 
      VFD-0106 Off TP-01 31001-P-013 Secure Shredder, Protect Equipment 
      HS-0102 Stop TP-01 31001-P-013 Secure Shredder, Protect Equipment 

TP-01- ILK- 0103 Shredder Hi Temperature Hardwire TAH-0107 VFD-0105 Off TP-01 31001-P-013 Secure Shredder, Protect Equipment 
      VFD-0103 Off TP-01 31001-P-013 Secure Conveyor, Prevent Spill. 

 

RCRA/TSCA Permit D2 of D2  TBD, 2013 
Attachment TT – Equipment/Instrument list for STB              Revision 4 



Stabilization Bldg. Table E Equipment-Instruments-Interlocks 

            
   CUTTING & SHEARING SYSTEM (TP-02)         

   DRAWING # 31001-P-014          

              
  TAG EQUIPMENT DESCRIPTION SPEC. NO.          

TP-02- CRN- 0201 MONORAIL CRANE 14100          
TP-02- TT- 0202 TORCH CUTTING TABLE 11800          
TP-02- CYL- 0203 CYLINDER GAS BOTTLES 11800          
TP-02- SER- 0205 SHEAR TABLE 11800          
TP-02- T- 0206 DISASSEMBLY TABLE 11800          
TP-02- MC- 0207 NON-FERROUS METAL CUTTING SAW 11800          
TP-02- MC- 0208 FERROUS METAL CUTTING SAW 11800          
TP-02- DC- 0209 FERROUS DUST COLLECTOR 15885          
TP-02- DC- 0210 NON-FERROUS DUST COLLECTOR 15885          

   (Text Deleted)           
TP-02- DC- 0211 DUST COLLECTOR 15885          

              
              
  TAG INSTRUMENT DESCRIPTION SPEC. NO. 15130H  

TYPE 
RANGE NORMAL 

OPERATING 
SETPOINT 

ALARM          
LO LO 

ALARM 
LO 

ALARM HI ALARM 
HI HI 

FAIL 
STATE 

INPUT TO 
INTERLOCK 

ACCURACY 

TP-02- PDI- 0202 Flex Exhaust Hood Differential Pressure Gauge PDI-G3 0-5 in wg 1-3.5 in wg    0 in wg  0.1in wg 
TP-02- PDI- 0209 Ferrous Dust Collector Differential Pressure Gauge Part of DC-0209 0-10 in wg 1-5 in wg   7 in wg  0 in wg  0.1in wg 
TP-02- PDI- 0210 Non-Ferrous Dust Collector Differential Pressure 

Gauge 
Part of DC-0210 0-10 in wg 1-5 in wg   7 in wg  0 in wg  0.1in wg 

TP-02- PDI- 0211 Dust Collector Differential Pressure Gauge Part of DC-0211 0-10 in wg 1-5 in wg   7 in wg  0 in wg  0.1in wg 
TP-02- PDI- 0212 Disassembly Table Vent Differential Pressure Gauge PDI-G3 0-5 in wg 1-3.5 in wg     0 in wg  0.1in wg 
TP-02- PDI- 0213 Ferrous Metal Cutting Saw Vent Differential Pressure 

Gauge 
PDI-G3 0-5 in wg 1-3.5 in wg     0 in wg  0.1in wg 

TP-02- PDI- 0214 Non-Ferrous Metal Cutting Saw Vent Differential 
Pressure Gauge 

PDI-G3 0-5 in wg 1-3.5 in wg     0 in wg  0.1in wg 

TP-02- HS- 0205-01 Shear Table Start/Stop Switch Part of SER-0205 On-Off On     Off  na 
TP-02- HS- 0205-02 Shear Table Emergency Stop Switch Part of SER-0205 On-Off On     Off ILK-0201 na 
TP-02- HS- 0207-01 Non-Ferrous Metal Cutting Saw On/Off Switch Part of MC-0207 On-Off On     Off  na 
TP-02- HS- 0207-02 Non-Ferrous Metal Cutting Saw Emergency Stop 

Switch 
Part of MC-0207 On-Off On     Off ILK-0202 na 

TP-02- HS- 0208-01 Ferrous Metal Cutting Saw On/Off Switch Part of MC-0208 On-Off On     Off  na 
TP-02- HS- 0208-02 Ferrous Metal Cutting Saw Emergency Stop Switch Part of MC-0208 On-Off On     Off ILK-0203 na 

              
              
              
  TAG INTERLOCK DESCRIPTION TYPE INPUTS OUTPUTS ACTION System Drawing #  Remarks   

TP-02- ILK- 0201 Shear Table Emergency Stop Hardwire HS-0205-02 HS-0205-01 Stop TP-02 31001-P-014 Secure Shear   
TP-02- ILK- 0202 Non-Ferrous Metal Cutting Saw Emergency Stop Hardwire HS-0207-02 HS-0207-01 Stop TP-02 31001-P-014 Secure Non-Ferrous Metal Saw  
TP-02- ILK- 0203 Ferrous Metal Cutting Saw Emergency Stop Hardwire HS-0208-02 HS-0208-01 Stop TP-02 31001-P-014 Secure Ferrous Metal Saw  
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   SORTING SYSTEM (TP-03)          

   DRAWING # 31001-P-015           

              
  TAG EQUIPMENT DESCRIPTION SPEC. NO.          

TP-03- E- 0301 BIN DUMPER 11700          
TP-03- E- 0302 DRUM DUMPER 14100          
TP-03- CV- 0303 FEED CONVEYOR 11700          
TP-03- Z- 0304 ROTATING SORT TABLE 11700          
TP-03- Z- 0305 SORT TABLE VENT HOOD 11700          
TP-03- Z- 0306 DUMP AREA VENT HOOD 15885          
TP-03- C- 0307 TRANSPORTABLE IN-PROCESS CONTAINER 11700          
TP-03- Z- 0308 FEED CONVEYOR VENT HOOD 11700          
TP-03- Z- 0309 AEROSOL CANISTER TOOL 15885          

              
              

  TAG INSTRUMENT DESCRIPTION SPEC. NO. 
15130H  TYPE 

RANGE NORMAL 
OPERATING 
SETPOINT 

ALARM          
LO LO 

ALARM 
LO 

ALARM 
HI 

ALARM 
HI HI 

FAIL 
STATE 

INPUT TO 
INTERLOCK 

ACCURACY 

TP-03- HS- 0301 Box Dumper Hydraulic Motor On/Off Switch Part of E-0301 On-Off On     Off  na 
TP-03- HV- 0301 Box Dumper Lift/Dump Valve Control Part of E-0301 Lift-Hold-Lower Lift/dump     Hold  na 
TP-03- HS- 0302 Drum Dumper Hydraulic Motor On/Off Switch Part of E-0302 On-Off On     Off  na 
TP-03- HK- 0303 Conveyor Speed Adjustment Switch Part of CV-0303 0-100 fpm Varies     0 fpm  2 fpm 
TP-03- HS- 0303 Conveyor On/Off Switch Part of CV-0303 On-Off On     Off  na 
TP-03- SC- 0303 Conveyor Speed Controller Part of CV-0303 0-100 fpm Varies     0 fpm  2 fpm 
TP-03- HK- 0304 Sort Table Speed Adjustment Switch Part of Z-0304 0-20 rpm Varies     0 rpm  0.4 rpm 
TP-03- HS- 0304 Sort Table On/Off Switch Part of Z-0304 On-Off On     Off  na 
TP-03- SC- 0304 Sort Table Speed Controller Part of Z-0304 0-20 rpm Varies     0 rpm  0.4 rpm 
TP-03- PDI- 0305 Sort Table Vent Differential Pressure Gauge PDI-G3 0-5 in wg 1-3 in wg     0 in wg  0.1in wg 
TP-03- PDI- 0306 Dump Area Hood Differential Pressure Gauge PDI-G3 0-5 in wg 1-3 in wg     0 in wg  0.1in wg 
TP-03- PDI- 0308 Conveyor Vent Differential Pressure Gauge PDI-G3 0-5 in wg 1-3 in wg     0 in wg  0.1in wg 
TP-03- PDI- 0309 Conveyor Vent Differential Pressure Gauge PDI-G3 0-5 in wg 1-3 in wg     0 in wg  0.1in wg 
TP-03- HV- 0302-01 Drum Dumper Lift Valve Control Part of E-0302 Lift-Hold-Lower Lift     Hold  na 
TP-03- HV- 0302-02 Drum Dumper Dump Valve Control Part of E-0302 Dump-Hold-Level Dump     Hold  na 
TP-03- HS- 0306-01 Emergency Stop at Sort Table HS On-Off On     Off ILK-0301 na 
TP-03- HS- 0306-02 Emergency Stop at Dumper HS On-Off On     Off ILK-0301 na 

              
              
              
              
              

  TAG INTERLOCK DESCRIPTION TYPE INPUTS OUTPUTS ACTION System Drawing # Remarks 
TP-03- ILK- 0301 Emergency Stop Hardwire HS-0306-01 SC-0303 Stop TP-03 31001-P-015 Secure Feed Conveyor 

     HS-0306-02 SC-0304 Stop TP-03 31001-P-015 Secure Sort Table 
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   LIQUID TREATMENT SYSTEM (TP-04)         
   DRAWING # 31001-P-016           
              

  TAG EQUIPMENT DESCRIPTION SPEC. NO.          
TP-04- PMP- 0401 CONTAINER PUMP 15140          
TP-04- MX- 0402 LIQUID TREATMENT TANK MIXER #1 15132          
TP-04- TK- 0403 LIQUID TREATMENT TANK #1 15179          
TP-04- FLT- 0404 LIQUID BAG FILTER #1 15663          
TP-04- MX- 0405 LIQUID TREATMENT TANK MIXER #2 15132          
TP-04- TK- 0406 LIQUID TREATMENT TANK #2 15179          
TP-04- Z- 0407 LIQUID DRIP PAN 11500          
TP-04- FLT- 0408 TANK VENT AIR FILTER -          
TP-04- PMP- 0409 LIQUID TREATMENT PUMP #1 15140          
TP-04- FLT- 0410 LIQUID BAG FILTER #3 15663          
TP-04- PMP- 0411 LIQUID TREATMENT PUMP #2 15140          
TP-04- PMP- 0412 CHEMICAL FEED PUMP 15140          
TP-04- FLT- 0413 AIR FILTER -          
TP-04- FLT- 0414 LIQUID BAG FILTER #2 15663          
TP-04- PMP- 0415 CONTAINER MIXING PUMP 15140          

              
  TAG INSTRUMENT DESCRIPTION SPEC. NO. 15130H  

TYPE 
RANGE NORMAL 

OPERATING 
SETPOINT 

ALARM          
LO LO 

ALARM LO ALARM HI ALARM HI 
HI 

FAIL STATE INPUT TO 
INTERLOCK 

ACCURACY 

TP-04- FV- 0401 Container Feed Pump Air Solenoid Valve 15111-FV Open-Close Open     Close  na 
TP-04- HS- 0401 Container Pump Air Valve Open/Close Switch HS On-Off On     Off  na 
TP-04- HS- 0402 Liquid Treatment Tank Mixer #1 On/Off Switch HS On-Off On     Off  na 
TP-04- YK- 0402 Liquid Treatment Tank Mixer #1 Timer Control Timer 0-10min/On-Off 5 min/On     Off  1.8 sec 
TP-04- LAL- 0403 Liquid Treatment Tank #1 Level Alarm Lo Pilot/Pizo On-Off Off  14 in   Off  na 
TP-04- LET- 0403 Liquid Treatment Tank #1 Level Element Transmitter LET 0-72 in 58 in     0 in  1/16 in 
TP-04- LI- 0403 Liquid Treatment Tank #1 Level Indicator DSPLY 0-72 in 58 in     0 in  0.7 in 
TP-04- PDI- 0403 Liquid Treatment Tank #1 Vent Differential Pressure Gauge PDI-G3 0-2 in wg 0.5-1.5 in wg    0 in wg  0.04 in wg 
TP-04- TAHH- 0403 Liquid Treatment Tank #1 Temperature Alarm Hi Hi Pilot/Pizo On-Off Off    140 F Off  na 
TP-04- TE- 0403 Liquid Treatment Tank #1 Temperature Thermocouple TE-K 0-200 F 80 F     Full Scale  0.27 F 
TP-04- TI- 0403 Liquid Treatment Tank #1 Temperature Display DSPLY 0-200F 90F   120 F  Full Scale  1 F 
TP-04- PDI- 0404 Liquid Bag Filter #1 Differential Pressure Gauge PDI-G 0-100 psig 0.5 psig   40 psig  0 psig  1 psig 
TP-04- HS- 0405 Liquid Treatment Tank Mixer #2 On/Off Switch HS On-Off On     Off  na 
TP-04- YK- 0405 Liquid Treatment Tank Mixer #2 Timer Control Timer 0-10min/On-Off 5 min/On     Off  1.8 sec 
TP-04- LAL- 0406 Liquid Treatment Tank #2 Level Alarm Lo Pilot/Pizo On-Off Off  14 in   Off  na 
TP-04- LET- 0406 Liquid Treatment Tank #2 Level Element Transmitter LET 0-72 in 58 in     0 in  1/16 in 
TP-04- LI- 0406 Liquid Treatment Tank #2 Level Indicator DSPLY 0-72 in 58 in     0 in  0.7 in 
TP-04- PDI- 0406 Liquid Treatment Tank #2 Vent Differential Pressure Gauge PDI-G3 0-2 in wg 0.5-1.5 in wg    0 in wg  0.04 in wg 
TP-04- TAH- 0406 Liquid Treatment Tank #2 Temperature Alarm Hi Pilot/Pizo On-Off Off   120 F  Off  na 
TP-04- TAHH- 0406 Liquid Treatment Tank #2 Temperature Alarm Hi Hi Pilot/Pizo On-Off Off    140 F Off  na 
TP-04- TE- 0406 Liquid Treatment Tank #2 Temperature Thermocouple TE-K 0-200 F 80 F     Full Scale  0.27 F 
TP-04- TI- 0406 Liquid Treatment Tank #2 Temperature Display DSPLY 0-200F 90F   120 F  Full Scale  1 F 
TP-04- CE- 0407 Drip Pan Leak Detection CE On-Off Off     Off  1/2 in 
TP-04- HS- 0409 Liquid Treatment Pump #1 On/Off Switch HS On-Off On     Off  na 
TP-04- PDI- 0410 Liquid Bag Filter #3 Differential Pressure Gauge PDI-G 0-100 psig 0.5 psig   40 psig  0 psig  1 psig 
TP-04- HS- 0411 Liquid Treatment Pump #2 On/Off Switch HS On-Off On     Off  na 
TP-04- FI- 0412 Chemical Feed Flow Indicator DSPLY 0-26 gpm Varies     0 gpm  0.26 gpm 
TP-04- FIT- 0412 Chemical Feed Flow Indicating Transmitter FIT3 0-26 gpm Varies     0 gpm  0.5 gpm 
TP-04- FV- 0412 Chemical Feed Pump Air Solenoid Valve 15111-FV Open-Close Open     Close  na 
TP-04- HS- 0412 Chemical Feed Pump Air Valve Open/Close Switch HS On-Off On     Off  na 
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TP-04- PDI- 0414 Liquid Bag Filter #2 Differential Pressure Gauge PDI-G 0-100 psig 0.5 psig   40 psig  0 psig  1 psig 
TP-04- FV- 0415 Container Mixing Pump Air Solenoid Valve 15111-FV Open-Close Open     Close  na 
TP-04- HS- 0415 Container Mixing Pump Solenoid Valve Control Switch HS On-Off On     Off  na 
TP-04- PDI- 0417 Treated Liquid Container Vent Differential Pressure Gauge PDI-G3 0-2 in wg 0.5-1.5 in wg    0 in wg  0.04 in wg 
TP-04- PDI- 0418 Container Vent Differential Pressure Gauge PDI-G3 0-2 in wg 0.5-1.5 in wg    0 in wg  0.04 in wg 
TP-04- PDI- 0419 Chemical Feed Pressure Gauge PDI-G3 0-2 in wg 0.5-1.5 in wg    0 in wg  0.04 in wg 
TP-04- LAH- 0403-01 Liquid Treatment Tank #1 Level Alarm Hi Pilot/Pizo On-Off Off   58 in  Off  na 
TP-04- LAHH- 0403-01 Liquid Treatment Tank #1 Level Alarm Hi Hi Pilot/Pizo On-Off Off    65 in Off ILK-0401 na 
TP-04- TAH- 0403-01 Liquid Treatment Tank #1 Temperature Alarm Hi Pilot/Pizo On-Off Off   120 F  Off  na 
TP-04- LAH- 0403-02 Liquid Treatment Tank #1 Level Alarm Hi Pilot/Pizo On-Off Off        
TP-04- LAHH- 0403-02 Liquid Treatment Tank #1 Level Alarm Hi Hi Pilot/Pizo On-Off Off    65 in Off  na 
TP-04- TAH- 0403-02 Liquid Treatment Tank #1 Temperature Alarm Hi Pilot/Pizo On-Off Off   120 F  Off  na 
TP-04- LAH- 0406-01 Liquid Treatment Tank #2 Level Alarm Hi Pilot/Pizo On-Off Off   58 in  Off  na 
TP-04- LAHH- 0406-01 Liquid Treatment Tank #2 Level Alarm Hi Hi Pilot/Pizo On-Off Off    65 in Off ILK-0402 na 
TP-04- LAH- 0406-02 Liquid Treatment Tank #2 Level Alarm Hi Pilot/Pizo On-Off Off   58 in  Off  na 
TP-04- LAHH- 0406-02 Liquid Treatment Tank #2 Level Alarm Hi Hi Pilot/Pizo On-Off Off    65 in Off  na 
TP-04- CA- 0407-01 Drip Pan Leak Alarm Light/Horn CE On-Off Off     Off  na 
TP-04- CA- 0407-02 Drip Pan Leak Alarm Light/Horn CE On-Off Off     Off  na 
TP-04- CA- 0416-01 Pipe Leak Alarm Light/Horn Pilot2 On-Off Off     Off  na 
TP-04- CE- 0416-01 Container Pump Piping Leak Detection CE2 On-Off Off     Off  1/8 in 
TP-04- CA- 0416-02 Pipe Leak Alarm Light/Horn Pilot2 On-Off Off     Off  na 
TP-04- CE- 0416-02 Product Discharge (TIC) Piping Leak Detection CE2 On-Off Off     Off  1/8 in 

              
              
              
              
  TAG INTERLOCK DESCRIPTION TYPE INPUTS OUTPUTS ACTION System Drawing #  Remarks   

TP-04- ILK- 0401 Liquid Treatment Tank #1 Hi Hi Alarm Hardwire LAHH-0403 HS-0401 Off TP-04 31001- 
 

Secure Pump, Tank Full  
TP-04- ILK- 0402 Liquid Treatment Tank #2 Hi Hi Alarm Hardwire LAHH-0406 HS-0401 Off TP-04 31001- 

 
Secure Pump, Tank Full  

TP-04- ILK- 0403 Liquid Treatment Tank Temperature Hi Hardwire TAH-0403 HS-0412 Off TP-04 31001- 
 

Secure Pump, Prevent hazard  
     TAH-0406         
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   LIQUID HOLDING SYSTEM (TP-06)          

   DRAWING # 31001-P-018           

              
  TAG EQUIPMENT DESCRIPTION SPEC. NO.          

TP-06- PMP- 0601 CONTAINER PUMP 15140          
TP-06- MX- 0602 LIQUID HOLDING TANK MIXER #1 15132          
TP-06- TK- 0603 LIQUID HOLDING TANK #1 15179          
TP-06- FLT- 0604 AIR FILTER -          
TP-06- MX- 0605 LIQUID HOLDING TANK MIXER #2 15132          
TP-06- TK- 0606 LIQUID HOLDING TANK #2 15179          
TP-06- Z- 0607 LIQUID DRIP PAN 31001-S-002, S310 

31001-S-003, S312 
         

TP-06- FLT- 0608 AIR FILTER -          
TP-06- PMP- 0609 LIQUID HOLDING PUMP #1 15140          
TP-06- Z- 0610 UV OXIDIZER 15663          
TP-06- PMP- 0611 LIQUID HOLDING PUMP #2 15140          
TP-06- FLT- 0612 CARBON FILTER BANK 15663          
TP-06- FLT- 0613 ION EXCHANGE FILTER BANK 15663          

              
              
  TAG INSTRUMENT DESCRIPTION SPEC. NO. 15130H  

 
RANGE NORMAL 

 
 

ALARM          
  

ALARM LO ALARM HI ALARM HI 
 

FAIL 
 

INPUT TO 
 

ACCURACY 
TP-06- FV- 0601 Container Pump Air Solenoid Valve 15111-FV Open-Close Open     Close  na 
TP-06- HS- 0601 Container Pump Air Valve On/Off Switch HS On-Off-Auto Auto     Off  na 
TP-06- HS- 0602 Liquid Holding Tank Mixer #1 On/Off Switch HS On-Off On     Off  na 
TP-06- YK- 0602 Liquid Holding Tank #1 Mixer Timer Timer 0-10min/On-Off 5 min/On     Off  1.8 sec 
TP-06- LAL- 0603 Liquid Holding Tank #1 Level Alarm Lo Pilot/Pizo On-Off Off  14 in   Off  na 
TP-06- LET- 0603 Liquid Holding Tank #1 Level Element Transmitter LET 0-72 in 58 in     0 in  1/16 in 
TP-06- LI- 0603 Liquid Holding Tank #1 Level Indicator DSPLY 0-72 in 58 in     0 in  0.5 in 
TP-06- PDI- 0603 Liquid Holding Tank #1 Vent Differential Pressure Gauge PDI-G3 0-2 in wg 0.5-1.5 in wg    0 in wg  0.04 in wg 
TP-06- TAHH- 0603 Liquid Holding Tank #1 Temperature Alarm Hi Hi Pilot/Pizo On-Off Off    140 F Off  na 
TP-06- TE- 0603 Liquid Holding Tank #1 Temperature Thermocouple TE-K 0-200 F 80 F     0 F  0.27 F 
TP-06- TI- 0603 Liquid Holding Tank #1 Temperature Indicator TI-G 0-200 F 80 F   120 F  0 F  2 F 
TP-06- HS- 0605 Liquid Holding Tank Mixer #2 On/Off Switch HS On-Off On     Off  Na 
TP-06- YK- 0605 Liquid Holding Tank #2 Mixer Timer Timer 0-10min/On-Off 5 min/On     Off  1.8 sec 
TP-06- LAL- 0606 Liquid Holding Tank #2 Level Alarm Lo Pilot/Pizo On-Off Off  14 in   Off  Na 
TP-06- LET- 0606 Liquid Holding Tank #2 Level Element Transmitter LET 0-72 in 58 in     0 in  1/16 in 
TP-06- LI- 0606 Liquid Holding Tank #2 Level Indicator DSPLY 0-72 in 58 in     0 in  0.5 in 
TP-06- PDI- 0606 Liquid Holding Tank #2 Vent Differential Pressure Gauge PDI-G3 0-2 in wg 0.5-1.5 in wg    0 in wg  0.04 in wg 
TP-06- TAHH- 0606 Liquid Holding Tank #2 Temperature Alarm Hi Hi Pilot/Pizo On-Off Off    140 F Off  Na 
TP-06- TE- 0606 Liquid Holding Tank #2 Temperature Thermocouple TE-K 0-200 F 80 F     0 F  0.27 F 
TP-06- TI- 0606 Liquid Holding Tank #2 Temperature Indicator TI-G 0-200 F 80 F   120 F  0 F  2 F 
TP-06- HS- 0609 Liquid Holding Pump #1 On/Off Switch HS On-Off On     Off  na 
TP-06- HS- 0611 Liquid Holding Pump #2 On/Off Switch HS On-Off On     Off  na 
TP-06- HS- 0615 Emergency Stop Switch HS On-Off On     On ILK-0603 na 
TP-06- PDI- 0617 Product Discharge (TIC) Vent Differential Pressure Gauge PDI-G3 0-2 in wg 0.5-1.5 in wg    0 in wg  0.04 in wg 
TP-06- PDI- 0618 Product Inlet Container Vent Differential Pressure Gauge PDI-G3 0-2 in wg 0.5-1.5 in wg    0 in wg  0.04 in wg 
TP-06- CE- 0620 Drip Pan Leak Detection CE On-Off Off     Off  1/2 in 
TP-06- LAH- 0603-01 Liquid Holding Tank #1 Level Alarm Hi Pilot/Pizo On-Off Off   58 in  Off  na 
TP-06- LAHH- 0603-01 Liquid Holding Tank #1 Level Alarm Hi Hi Pilot/Pizo On-Off Off    65 in Off ILK-0601 na 

A1 
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Stabilization Building Table H Equipment-Instruments-Interlock 

 
TP-06- TAH- 0603-01 Liquid Holding Tank #1 Temperature Alarm Hi Pilot/Pizo On-Off Off   120 F  Off  na 
TP-06- LAH- 0603-02 Liquid Holding Tank #1 Level Alarm Hi Pilot/Pizo On-Off Off   58 in  Off  na 
TP-06- LAHH- 0603-02 Liquid Holding Tank #1 Level Alarm Hi Hi Pilot/Pizo On-Off Off    65 in Off  na 
TP-06- TAH- 0603-02 Liquid Holding Tank #1 Temperature Alarm Hi Pilot/Pizo On-Off Off   120 F  Off  na 
TP-06- LAH- 0606-01 Liquid Holding Tank #2 Level Alarm Hi Pilot/Pizo On-Off Off   58 in  Off  na 
TP-06- LAHH- 0606-01 Liquid Holding Tank #2 Level Alarm Hi Hi Pilot/Pizo On-Off Off    65 in Off ILK-0602 na 
TP-06- TAH- 0606-01 Liquid Holding Tank #2 Temperature Alarm Hii Pilot/Pizo On-Off Off   120 F  Off  na 
TP-06- LAH- 0606-02 Liquid Holding Tank #2 Level Alarm Hi Pilot/Pizo On-Off Off   58 in  Off  na 
TP-06- LAHH- 0606-02 Liquid Holding Tank #2 Level Alarm Hi Hi Pilot/Pizo On-Off Off    65 in Off  na 
TP-06- TAH- 0606-02 Liquid Holding Tank #2 Temperature Alarm Hii Pilot/Pizo On-Off Off   120 F  Off  na 
TP-06- PI- 0610-01 UV Oxidation Inlet Pressure Gauge Part of Equip 0-200 psig      0 psig  2 psig 
TP-06- PI- 0610-02 UV Oxidation Discharge Pressure Gauge Part of Equip 0-200 psig      0 psig  2 psig 
TP-06- PI- 0612-01 Carbon Filter #1 Inlet Pressure Gauge Part of Equip 0-200 psig      0 psig  2 psig 
TP-06- PI- 0612-02 Carbon Filter #2 Inlet Pressure Gauge Part of Equip 0-200 psig      0 psig  2 psig 
TP-06- PI- 0612-03 Carbon Filter #1 Discharge Pressure Gauge Part of Equip 0-200 psig      0 psig  2 psig 
TP-06- PI- 0612-04 Carbon Filter #2 Discharge Pressure Gauge Part of Equip 0-200 psig      0 psig  2 psig 
TP-06- PI- 0613-01 Ion Exchange #1 Inlet Pressure Gauge Part of Equip 0-200 psig      0 psig  2 psig 
TP-06- PI- 0613-02 Ion Exchange #2 Inlet Pressure Gauge Part of Equip 0-200 psig      0 psig  2 psig 
TP-06- PI- 0613-03 Ion Exchange #1 Discharge Pressure Gauge Part of Equip 0-200 psig      0 psig  2 psig 
TP-06- PI- 0613-04 Ion Exchange #2 Discharge Pressure Gauge Part of Equip 0-200 psig      0 psig  2 psig 
TP-06- CA- 0616-01 Pipe Leak Alarm Light/Horn Pilot2 On-Off Off     Off  Na 
TP-06- CE- 0616-01 Product Discharge Piping Leak Detection CE2 On-Off Off     Off  1/8 in 
TP-06- CA- 0616-02 Pipe Leak Alarm Light/Horn Pilot2 On-Off Off     Off  Na 
TP-06- CE- 0616-02 Container Pump Piping Leak Detection CE2 On-Off Off     Off  1/8 in 
TP-06- CA- 0620-01 Drip Pan Leak Alarm Light/Horn CE On-Off Off     Off  Na 
TP-06- CA- 0620-02 Drip Pan Leak Alarm Light/Horn CE On-Off Off     Off  Na 

              
              
  TAG INTERLOCK DESCRIPTION TYPE INPUTS OUTPUTS ACTION System Drawing # Remarks 

TP-06- ILK- 0601 Liquid Holding Tank #1 Hi Hi Alarm Hardwire LAHH-0603 HS-0601 Off TP-06 31001- 
 

Secure Container Pump, Tank Full 
TP-06- ILK- 0602 Liquid Holding Tank #2 Hi Hi Alarm Hardwire LAHH-0606 HS-0601 Off TP-06 31001- 

 
Secure Container Pump, Tank Full 

TP-06- ILK- 0603 Emergency Stop Hardwire HS-0615 HS-0601 Off TP-06 31001- 
 

Secure Container Pump 
      HS-0609 Off TP-06 31001- 

 
Secure Pump #1 

      HS-0611 Off TP-06 31001- 
 

Secure Pump #2 
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           SUPER-COMPACTION/MACRO-ENCAPSULATION SYSTEM (TP-07)     

   DRAWING # 31001-P-019          

              
  TAG EQUIPMENT DESCRIPTION SPEC. NO.          

TP-07- FLT- 0704 AIR FILTER 15885          
TP-07- CPR- 0705 IN-BARREL COMPACTION 11400          
TP-07- CRN- 0706 JIB CRANE 11400          
TP-07- CPR- 0707 SKID MOUNTED SUPER-COMPACTION ASSEMBLY 11400          
TP-07- C- 0708 85 GALLON OVERPACK WITH BASKET 11500          
TP-07- MX- 0710 GROUT MIXER 15132          
TP-07- FLT- 0712 COMPACTION PROCESS VENT FILTER BANK 15885          
TP-07- Z- 0714 85 GALLON OVERPACK VENT HOOD 15885          
TP-07- PMP- 0715 SUMP PUMP 15140          

              
  TAG INSTRUMENT DESCRIPTION SPEC. NO. 15130H  

TYPE 
RANGE NORMAL 

OPERATING 
SETPOINT 

ALARM          
LO LO 

ALARM LO ALARM HI ALARM HI 
HI 

FAIL 
STATE 

INPUT TO 
INTERLOCK 

ACCURACY 

TP-07- PDI- 0705 Compactor Vent Differential Pressure Gauge PDI-G3 0-5 in wg 1-3 in wg     0 in wg  0.1 in wg 
TP-07- ZIC- 0705 Compactor Door Closed Indicator Part of CPR-0705 On-Off On     Off  na 
TP-07- ZSC- 0705 Compactor Door Closed Switch Part of CPR-0705 On-Off On     Off ILK-0702 na 
TP-07- PDI- 0707 Super Compactor Vent Differential Pressure Gauge PDI-G3 0-5 in wg 1-3 in wg     0 in wg  0.1 in wg 
TP-07- ZIC- 0707 Super Compactor Gate Closed Indicator Part of CPR-0707 On-Off On     Off  na 
TP-07- ZSC- 0707 Super Compactor Gate Closed Switch Part of CPR-0707 On-Off On     Off ILK-0703 na 
TP-07- HS- 0710 Grout Mixer Start/Stop Switch Part of CPR-0707 On-Off On     Off  na 
TP-07- PDI- 0712 Compaction Hepa Filter Differential Pressure Indicator PDI-G 0-5 in wg 0.8-1.4in wg   2 in wg  0 in wg  0.1 in wg 
TP-07- PDI- 0714 Overpack Vent Hood Differential Pressure Gauge PDI-G3 0-5 in wg 1-3 in wg     0 in wg  0.1 in wg 
TP-07- HS- 0705-01 Compactor Emergency Stop Part of CPR-0705 On-Off On     Off ILK-0701 na 
TP-07- HS- 0705-02 Compactor Ram UP Switch Part of CPR-0705 On-Off Off     Off  na 
TP-07- HS- 0705-03 Compactor Ram Down Switch Part of CPR-0705 On-Off On     Off  na 
TP-07- HS- 0706-01 Jib Crane Winch Raise Switch Part of CRN-0706 On-Off Off     Off  na 
TP-07- HS- 0706-02 Jib Crane Winch Lower Switch Part of CRN-0706 On-Off On     Off  na 
TP-07- HS- 0707-01 Super Compactor Gate Open Hand Switch  Part of CPR-0707 On-Off Off     Off  na 
TP-07- ZIO- 0707-01 Super Compactor Gate Opened Indicator Part of CPR-0707 On-Off Off     Off  na 
TP-07- ZSO- 0707-01 Super Compactor Gate Opened Switch Part of CPR-0707 On-Off Off     Off ILK-0705 na 
TP-07- HS- 0707-02 Super Compactor Gate Close Hand Switch  Part of CPR-0707 On-Off On     Off  na 
TP-07- ZIO- 0707-02 Super Compactor Feed Ram Retracted Indicator Part of CPR-0707 On-Off On     Off  na 
TP-07- ZSO- 0707-02 Super Compactor Feed Ram Retracted Switch Part of CPR-0707 On-Off On     Off ILK-0704 na 
TP-07- HS- 0707-03 Super Compactor Feed Ram Extend/Retract Switch Part of CPR-0707 On-Off Off     Off  na 
TP-07- HS- 0707-04 Super Compactor Compact Switch  Part of CPR-0707 On-Off On     Off  na 
TP-07- HS- 0707-05 Super Compactor Release Switch Part of CPR-0707 On-Off Off     Off  na 

              
  TAG INTERLOCK DESCRIPTION TYPE INPUTS OUTPUTS ACTION System Drawing # Remarks 

TP-07- ILK- 0701 Emergency Stop - In Barrel Compaction Hardwire HS-0705-01 HS-0705-02 Stop TP-07 31001- 
 

Stop Piston in Place 
      HS-0705-03 Stop TP-07 31001- 

 
Stop Piston in Place 

TP-07- ILK- 0702 In Barrel Compactor Door Open Hardwire ZSC-0705 HS-0705-02 Stop TP-07 31001- 
 

Prevent Piston Operation 
      HS-0705-03 Stop TP-07 31001- 

 
Prevent Piston Operation 

TP-07- ILK- 0703 Super Compactor Gate Closed Hardwire ZSC-0707 HS-0707-04 Stop TP-07 31001- 
 

Permissive to Compact Drum 
TP-07- ILK- 0704 Super Compactor Feed Ram Retracted Hardwire ZSO-0707-02 HS-0707-02 Stop TP-07 31001- 

 
Permissive to Close Gate 

TP-07- ILK- 0705 Super Compactor Gate Open Hardwire ZSO-0707-01 HS-0707-03 Stop TP-07 31001- 
 

Permissive to Extend/Retract Feed Ram 
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   DYER SYSTEM (TP-08)           

   DRAWING # 31001-P-020           

              
  TAG EQUIPMENT DESCRIPTION SPEC. NO.          

TP-08- FLT- 0801 FILTER -          
TP-08- BLO- 0802 AIR RECIRCULATION BLOWER 11100          
TP-08- HT- 0803 HEATER 11100          
TP-08- Z- 0805 WASTE DRYER ENCLOSURE 11100          
TP-08- CD- 0806 CONDENSER 11100          
TP-08- Z- 0807 CONDENSATE TRAP -          
TP-08- FLT- 0809 AIR FILTER -          
TP-08- BLO- 0812 AIR PURGE BLOWER 11100          

              
              
              
  TAG INSTRUMENT DESCRIPTION SPEC. NO. 

15130H  TYPE 
RANGE NORMAL 

OPERATING 
SETPOINT 

ALAR
M          

LO LO 

ALARM 
LO 

ALARM HI ALARM HI 
HI 

FAIL 
STATE 

INPUT TO 
INTERLOCK 

ACCURAC
Y 

TP-08- HS- 0802 Recirculation Blower On/Off Switch HS On-Off On     Off  na 
TP-08- TAH- 0803 Dryer Air Temperature Alarm Hi Part of HT-0803 On-Off Off     Off  na 
TP-08- TE- 0803 Dryer Air Temperature Thermocouple Part of HT-0803 0-200 F 125 F     0 F  0.27 F 
TP-08- TIC- 0803 Dryer Air Temperature Indicating Controller Part of HT-0803 0-200 F 125 F     0 F  0.27 F 
TP-08- PDAL- 0805 Dryer Differential Pressure Alarm Lo Pilot/Pizo On-Off Off     Off  na 
TP-08- PDIS- 0805 Dryer Differential Pressure Indicating Switch PDS 0-2 in wg 0.5-1.5 in wg    0 in wg  0.04 in wg 
TP-08- LAH- 0808 Condensate Collection Level Alarm Hi Pilot/Pizo On-Off Off   28.8 in  Off  na 
TP-08- LAHH- 0808-01 Condensate Collection Level Alarm Hi Hi Pilot/Pizo On-Off Off    32.4 in Off ILK-0803 na 
TP-08- LAHH- 0808-02 Condensate Collection Level Alarm Hi Hi Pilot/Pizo On-Off Off    32.4 in Off  na 
TP-08- LET- 0808 Condensate Collection Level Transmitter LET 0-36 in Varies     0 in  1/16 in 
TP-08- LI- 0808 Condensate Collection Level Indication DSPLY 0-36 in Varies     0 in  0.36 in 
TP-08- HS- 0812 Purge Blower On/Off Switch HS On-Off On     Off  na 
TP-08- AAH- 0815 Dryer Air Flammability Level Alarm Hi Part of HT-0803 On-Off Off   20%  Off ILK-0804 na 
TP-08- AET- 0815 Dryer Air Flammability Sensor Part of HT-0803 0-50% <15%     0%  2% 
TP-08- AI- 0815 Dryer Air Flammability Level Indicator Part of HT-0803 0-50% <15%     0%  2% 

              
              
              
              
              
  TAG INTERLOCK DESCRIPTION TYPE INPUTS OUTPUTS ACTION System Drawing # Remarks  

TP-08- ILK- 0803 Condensate Collection Drum Full Hardwire LAHH-0808 HS-0803 Off TP-08 31001-P-020 Prevent Overfill   
      TIC-0803 Off TP-08 31001-P-020     

TP-08- ILK- 0804 Hi Flammability Detected Hardwire AHH-0815 HS-0803 Off TP-08 31001-P-020 Prevent Explosion   
      TIC-0803 Off TP-08 31001-P-020     
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   LIQUID CONSOLIDATION SYSTEM (TP-09)        

   DRAWING # 31001-P-021           

              
  TAG EQUIPMENT DESCRIPTION SPEC. NO.          

TP-09- Z- 0901 LIQUID CONSOLIDATION BOX 11900          
TP-09- C-  BOTTLED WASTE CONTAINERS -          

              
              
              
  TAG INSTRUMENT DESCRIPTION SPEC. NO. 15130H  

TYPE 
RANGE NORMAL 

OPERATING 
SETPOINT 

ALARM          
LO LO 

ALARM 
LO 

ALARM 
 HI 

ALARM 
HI HI 

FAIL 
STATE 

INPUT TO 
INTERLOCK 

ACCURACY 

TP-09- PDI- 0901 Consolidation Box Differential Pressure 
Gauge 

Part of Z-0901 0-2 in wg 0.5-1.5 in wg    0 in wg  0.04 in wg 

TP-09- CT- 0902 Container Level Transmitter LS On-Off Off     Off  1/2 in 
TP-09- LAH- 0902-

01 
Container Level Alarm Hi (full) Pilot2 On-Off Off     Off  na 

TP-09- LAH- 0902-
02 

Container Level Alarm Hi (full) Pilot2 On-Off Off     Off  na 

TP-09- PDI- 0902 Container Vent Differential Pressure Gauge PDI-G3 0-2 in wg 0.5-1.5 in wg    0 in wg  0.04 in wg 
              
              
              
  TAG INTERLOCK DESCRIPTION TYPE INPUTS OUTPUTS ACTION System Drawing # Remarks  

TP-09-   No Interlocks           
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   HIGH CAPACITY SOLIDS MIXING SYSTEM (TT-
01) 

        

   DRAWING # 31001-P-022           

              
  TAG EQUIPMENT DESCRIPTION SPEC. NO.          

TT-01- E- 0102 WASTE CONTAINER LIFT 14100          
TT-01- F- 0103 WASTE FEEDER 14200          
TT-01- MX- 0104 MIXER 15132          
TT-01- C- 0105 DISPOSAL CONTAINER 11500          
TT-01- F- 0106 REAGENT FEEDER 14200          
TT-01- Z- 0107 REAGENT CONTAINER LIFT 14100          

              
              
              
              
  TAG INSTRUMENT DESCRIPTION SPEC. NO. 

15130H  TYPE 
RANGE NORMAL 

OPERATING 
SETPOINT 

ALARM          
LO LO 

ALARM 
LO 

ALARM 
HI 

ALARM 
HI HI 

FAIL 
STATE 

INPUT TO 
INTERLOCK 

ACCURACY 

TT-01- HS- 0102 Waste Container Lift Raise/Lower Control Switch Part of E-0102 Raise-Hold-Lower Raise     Hold  na 
TT-01- HS- 0103 Waste Feeder On/Off/Auto Control Switch Part of F-0103 Hand-Off-Auto Auto     Off  na 
TT-01- HS- 0104 Mixer On/Off Control Switch Part of MX-0104 On-Off On     Off  na 
TT-01- PDI- 0104 Mixer Vent Differential Pressure Gauge PDI-G3 0-5 in wg 1-3 in wg     0 in wg  0.1in wg 
TT-01- WE- 0104 Mixer Weight Element Part of MX-0104 0-2000 lbs Varies     0 lbs  5 lbs 
TT-01- WIQ- 0104 Mixer Weight Indicating Totalizer Part of MX-0104 0-2000 lbs Varies     0 lbs  5 lbs 
TT-01- WS- 0104 Mixer Weight Controller Part of MX-0104 On-Off On     On-Off ILK-1102 5 lbs 
TT-01- WT- 0104 Mixer Weight Transmitter Part of MX-0104 0-2000 lbs Varies     0 lbs  5 lbs 
TT-01- YK- 0104 Mixer Timer Control Timer 0-10min/On-Off 5 min/On     Off  1.8 sec 
TT-01- PDI- 0105 Container Vent Differential Pressure Gauge PDI-G3 0-5 in wg 1-3 in wg     0 in wg  0.1in wg 
TT-01- HS- 0106 Reagent Feeder On/Off/Auto Control Switch Part of F-0106 Hand-Off-Auto Auto     Off  na 
TT-01- HS- 0107 Reagent Container Lift Control Switch Part of Z-0107 Up-Hold-Down Up     Hold  na 
TT-01- FE- 0109 Mixing Water Flow Element FIT1 0-9999 gpm Varies     0 gpm  2 gpm 
TT-01- FQI- 0109 Mixing Water Flow Totalizer DSPLY 0-9999 gal Varies     0 gal  2 gpm 
TT-01- FS- 0109 Mixing Water Flow Valve Control Switch HS On-Off On     Off  na 
TT-01- FT- 0109 Mixing Water Flow Transmitter FIT1 0-9999 gpm Varies     0 gpm  2 gpm 
TT-01- FV- 0109 Mixing Water Solenoid Valve 15111-FV Open-Close Open     Close  na 
TT-01- HS- 0109 Mixing Water Valve On/Off/Auto Control Switch HS Hand-Off-Auto Auto     Off ILK-1101 na 

              
              
              
              
  TAG INTERLOCK DESCRIPTION TYPE INPUTS OUTPUTS ACTION System Drawing # Remarks  

TT-01- ILK- 1101 Mixer Water Control Hardwire HS-0109 FS-0109 Off TT-01 31001- 
 

Permissive to open valve  
TT-01- ILK- 1102 Waste/Reagent Feed Control Hardwire WS-0104 HS-0103 Off TT-01 31001- 

 
Permissive for feeder on  

      HS-0106 Off TT-01 31001- 
 

Permissive for feeder on  
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Stabilization Building Table M Equipment-Instruments-Interlock 

            

   LOW CAPACITY SOLIDS MIXING SYSTEM 
(TT-02) 

        

   DRAWING # 31001-P-023           

              
  TAG EQUIPMENT DESCRIPTION SPEC. NO.          

TT-02- E- 0202 WASTE CONTAINER LIFT 14100          
TT-02- F- 0203 WASTE FEEDER 14200          
TT-02- MX- 0204 MIXER 15132          
TT-02- C- 0205 DISPOSAL CONTAINER 11500          
TT-02- F- 0206 REAGENT FEEDER 14200          
TT-02- Z- 0207 REAGENT CONTAINER LIFT 14100          

              
              
              
              
  TAG INSTRUMENT DESCRIPTION SPEC. NO. 

15130H  TYPE 
RANGE NORMAL 

OPERATING 
SETPOINT 

ALARM          
LO LO 

ALARM 
LO 

ALARM 
HI 

ALARM 
HI HI 

FAIL 
STATE 

INPUT TO 
INTERLOCK 

ACCURACY 

TT-02- HS- 0202 Waste Container Lift Raise/Lower Control Switch Part of E-0202 Raise-Hold-Lower Raise     Hold  na 
TT-02- HS- 0203 Waste Feeder On/Off/Auto Control Switch Part of F-0203 Hand-Off-Auto Auto     Off  na 
TT-02- HS- 0204 Mixer On/Off Control Switch Part of MX-0204 On-Off On     Off  na 
TT-02- HV- 0204 Mixer Dump Hand Hydraulic Valve Part of MX-0204 Open-Hold-Close Open     Hold  na 
TT-02- PDI- 0204 Mixer Vent Differential Pressure Gauge PDI-G3 0-5 in wg 1-3 in wg     0 in wg  0.04 in wg 
TT-02- WE- 0204 Mixer Weight Element Part of MX-0204 0-2000 lbs Varies     0 lbs  5 lbs 
TT-02- WS- 0204 Mixer Weight Switch Controller Part of MX-0204 0-2000 lbs Varies     0 lbs ILK-1202 5 lbs 
TT-02- WIQ- 0204 Mixer Weight Indicating Totalizer Part of MX-0204 0-2000 lbs Varies     0 lbs  5 lbs 
TT-02- WT- 0204 Mixer Weight Transmitter Part of MX-0204 0-2000 lbs Varies     0 lbs  5 lbs 
TT-02- YK- 0204 Mixer Timer Control Timer 0-10min/On-Off 5 min/On     Off  1.8 sec 
TT-02- PDI- 0205 Container Vent Differential Pressure Gauge PDI-G3 0-5 in wg 1-3 in wg     0 in wg  0.04 in wg 
TT-02- HS- 0206 Reagent Feeder On/Off/Auto Control Switch Part of F-0206 Hand-Off-Auto Auto     Off  na 
TT-02- HS- 0207 Reagent Container Lift Control Switch Part of Z-0207 Up-Hold-Down Up     Hold  na 
TT-02- FE- 0209 Mixing Water Flow Element FIT1 0-9999 gpm Varies     0 gpm  2 gpm 
TT-02- FQI- 0209 Mixing Water Flow Totalizer DSPLY 0-9999 gal Varies     0 gal  2 gpm 
TT-02- FS- 0209 Mixing Water Flow Switch HS On-Off On     Off ILK-1201 na 
TT-02- FT- 0209 Mixing Water Flow Transmitter FIT1 0-9999 gpm Varies     0 gpm  2 gpm 
TT-02- FV- 0209 Mixing Water Solenoid Valve 15111-FV Open-Close Open     Close  na 
TT-02- HS- 0209 Mixing Water Valve On/Off/Auto Control Switch HS Hand-Off-Auto Auto     Off  Na 

              
              
              
  TAG INTERLOCK DESCRIPTION TYPE INPUTS OUTPUTS ACTION System Drawing # Remarks  

TT-02- ILK- 1201 Mixer Water Control Hardwire HS-0209 FS-0209 Off TT-02 31001- 
 

Permissive to open valve  
TT-02- ILK- 1202 Reagent/Waste Feed Control Hardwire WS-0204 HS-0203 Off TT-02 31001- 

 
Permissive for feeder on  

      HS-0206 Off TT-02 31001- 
 

Permissive for feeder on  
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Stabilization Building Table N Equipment-Instruments-Interlock 

           
   IN-CONTAINER MIXING SYSTEM (TT-03)        

   DRAWING # 31001-P-024           

              
  TAG EQUIPMENT DESCRIPTION SPEC. NO.          

TT-03- MX- 1301 IN-CONTAINER MIXER 15132          
TT-03- C- 1302 ORIGINAL/DISPOSAL CONTAINER 11500          
TT-03- Z- 1305 CONFINEMENT SEALAND ENCLOSURE 11900          
TT-03- PMPF 13061 REAGENT ADDITIVE FEEDERHYDRAULIC PUMP 11900          
TT-03- PMP- 1308 CONTAINER METERING PUMP 15140          
TT-03- CVZ- 13093 REAGENT BINCONTAINER CONVEYOR 11900          
TT-03- HE- 13101 BIN ELEVATORHEAT EXCHANGER 11900          
TT-03- DC- 0937 DUST COLLECTOR (FILTER) 11900          
TT-03- RES 1301 HYDRAULIC FLUID RESERVOIR 11900          

              
              
  TAG INSTRUMENT DESCRIPTION SPEC. NO. 

15130H  TYPE 
RANGE NORMAL 

OPERATING 
SETPOINT 

ALARM          
LO LO 

ALARM 
LO 

ALARM HI ALARM 
HI HI 

FAIL 
STATE 

INPUT TO 
INTERLOCK 

ACCURACY 

TT-03- HS- 1301 In-Container Mixer On/Off Switch HS On-Off On     Off  NA 
TT-03- YKDC 1301 

3002- 
In-Container Mixer Timer ControlDRUM CLAMP Timer Part of 

MX-1301 
0-10min/On-
Off IN-OUT 

5 min/On NA     Off  1.8 sec NA 

TT-03- FVSA 1304 
3006- 

In-Container Mixer Air Solenoid ValveSWING ARM 15111-FV5 Part 
of MX-1301 

Open-Close 
IN-OUT 

Open NA     OffClos
e 

 na NA 

TT-03- HS- 1304 In-Container Mixer Air Valve Open/Close Switch HS On-Off On     Off  na 
TT-03- HS- 1305 Confinement Enclosure Fan On/Off Control Switch Part of Z-1305 On-Off On     Off  na 
TT-03- PDI- 1305 Confinement Sealand Enclosure Vent Differential 

Pressure Indicator Gauge 
PDI-G3 0-3 in wg .5-1.5 in wg 

TBD 
    0.05 in 

wg 
 ±0.02 in wg 

TT-03- FM 
HS- 

13063
005 

Reagent Additive Feeder On/Off SwitchWater Flow 
Meter 

HS15130 On-Off3-30 
gpm 

On NA     Off  ±5%na 

TT-03- PW-
FV- 

10308
04 

Container Pump Air Solenoid ValveProcess Water 
Control Valve 

15111-FV Part 
of Z-1305 

Open-Close Open     Close  NA 

TT-03- PMPH
S- 

1308 Metering Pump Container Pump Air Valve Open/Close 
On/Off Switch 

HS On-Off On     Off  NA 

TT-03- HSM 
U/D 

13103
009 - 

Bin Elevator Lift/Lower SwitchMIXER UP/DOWN Part of E-1310 
MX-1301 

Lift-Hold-
LowerUP-

DOWN 

Lift NA     HoldOff  NA 

TT-03- PDI- 1311 Container Exhaust Duct Differential Pressure Gauge PDI-G3 0-1 in wg .5-1.5 in wg TBD    0 in wg  ±0.02 in wg 
TT-03- LETM 

O/I 
1311 - TIC Level TransmitterMIXER OUT/IN Part of MX-

1301 
0-48 in OUT-

IN 
varies NA     0 inOff  0.5 in NA 

TT-03- MRLI- 1311 
3013- 

TIC Level IndicatorMIXER ROTATION Part of MX-
1301 

0-48 in NA varies NA     0 inOff  0.5 in NA 

TT-03- LAHC 
I/O 

1311 - TIC Level Alarm HiCONVEYOR IN/OUT Pilot/Pizo Part 
of MX-1301 

On-Off IN-
OUT 

Off NA     Off  NA 
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Stabilization Building Table N Equipment-Instruments-Interlock 

TT-03- LETS
DS  

1302 
U/D - 

Mixing Container Level TransmitterSOUTH DOOR 
SWITCH UP/DOWN 

Part of Z-1305 0-48 in 
Open-Close 

varies NA     0 inOff  0.5 in NA 

TT-03- LINDS  1302 
U/D - 

Mixing Container Level Indicator NORTH DOOR 
SWITCH UP/DOWN 

Part of Z-1305 0-48 in 
Open-Close 

varies NA     0 inOff  0.5 in NA 

TT-03- LAHT
C 

13021
301 - 

Mixing Container Level Alarm Hi TEMPERATURE 
CONTROL SWITCH 

Pilot/Pizo Part 
of Z-1305 

On-Off60-
250 F 

Off 60-170 F     Off NA  NA 

              
              
  TAG INTERLOCK DESCRIPTION TYPE INPUTS OUTPUTS ACTION System Drawing # Remarks  

TT-03-   No Interlocks           
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   POLYMER MIXING SYSTEM (TT-04)         

   DRAWING # 31001-P-025           

              
  TAG EQUIPMENT DESCRIPTION SPEC. NO.          

TT-04- F- 0401 POLYMER PELLET FEEDER 14200          
TT-04- H- 0402 POLYMER PELLET HOPPER 11500          
TT-04- MX- 0404 WASTE/POLYMER BLENDER 15132          
TT-04- F- 0407 WEIGHT SCREW FEEDER 14200          
TT-04- F- 0409 EXTRUDER 11300          
TT-04- PMP- 0410 EXTRUDER COOLING PUMP 11300          
TT-04- HX- 0411 EXTRUDER HEAT EXCHANGER 11300          
TT-04- F- 0413 WASTE FEEDER 14200          
TT-04- E- 0415 WASTE CONTAINER LIFT/DUMPER 14100          
TT-04- Z- 0416 POLYMER FILLING ENCLOSURE 11900          

              
  TAG INSTRUMENT DESCRIPTION SPEC. NO. 

15130H  TYPE 
RANGE NORMAL 

OPERATING 
SETPOINT 

ALARM          
LO LO 

ALARM 
LO 

ALARM 
HI 

ALARM 
HI HI 

FAIL 
STATE 

INPUT TO 
INTERLOCK 

ACCURACY 

TT-04- HS- 0401 Polymer Pellet Feeder On/Off Switch Part of F-0401 On-Off On     Off  na 
TT-04- HS- 0404 Waste/Polymer Blender Mixer On/Off Switch Part of MX-0404 On-Off On     Off  na 
TT-04- PDI- 0404 Waste Blender Vent Differential Pressure Gauge PDI-G3 0-2 in wg 0.5-1.5 in wg     0 in wg  0.04 in wg 
TT-04- WE- 0404 Blender Weight Element Part of MX-0404 0-2000 lbs Varies     0 lbs  5 lbs 
TT-04- WI- 0404 Blender Weight Indicator Part of MX-0404 0-2000 lbs Varies     0 lbs  5 lbs 
TT-04- WIT- 0404 Blender Weight Transmitter/ Indicator Part of MX-0404 0-2000 lbs Varies     0 lbs  5 lbs 
TT-04- YK- 0404 Waste Blender Timer Control Timer 0-10min/On-Off 5 min/On     Off  1.8 sec 
TT-04- FV- 0405 Blender Discharge Valve Part of MX-0404 Open-Close Close     Close  na 
TT-04- HS- 0405 Blender Discharge Valve Open/Close Switch Part of MX-0404 On-Off Off     Off  na 
TT-04- ZIC- 0405 Blender Discharge Valve Closed Limit Indicator Part of MX-0404 On-Off On     Off  na 
TT-04- ZIO- 0405 Blender Discharge Valve Opened Limit Indicator Part of MX-0404 On-Off Off     Off  na 
TT-04- ZSC- 0405 Blender Discharge Valve Closed Limit Switch Part of MX-0404 On-Off On     Off  na 
TT-04- ZSO- 0405 Blender Discharge Valve Opened Limit Switch Part of MX-0404 On-Off Off     Off  na 
TT-04- HS- 0407 Screw Feeder On/Off Switch Part of VFD On-Off On     Off  na 
TT-04- SIC- 0407 Screw Feeder Speed Controller Part of VFD 0-15 rpm Varies     0 rpm  0.5% of motor 

 TT-04- VFD- 0407 Screw Feeder Variable Frequency Drive Part of F-0407 0-15 rpm Varies     0 rpm  0.5% of motor 
 TT-04- PDI- 0409 Extruder Vent Differential Pressure Gauge PDI-G3 0-2 in wg 0.5-1.5 in wg     0 in wg  0.04 in wg 

TT-04- SIC- 0409 Extruder Speed Controller Part of F-0409 0-15 rpm Varies     0 rpm  0.5% of motor 
 TT-04- PI- 0411 Extruder Heat Exchanger Supply Pressure Gauge PI-G 0-200 psig 50 psig     0 psig  2 psig 

TT-04- HS- 0413 Waste Feeder On/Off Switch Part of F-0413 On-Off On     Off  na 
TT-04- PDI- 0413 Waste Feeder Vent Differential Pressure Gauge PDI-G3 0-2 in wg 0.5-1.5 in wg     0 in wg  0.04 in wg 
TT-04- SIC- 0413 Waste Feeder Speed Controller Part of F-0413 0-15 rpm Varies     0 rpm  0.5% of motor 

 TT-04- PDI- 0416 Polymer Filing Enclosure Vent Differential Pressure Gauge PDI-G3 0-2 in wg 0.5-1.5 in wg     0 in wg  0.04 in wg 
TT-04- PI- 0911 Extruder Heat Exchanger PCW Supply Pressure Gauge PI-G 0-200 psig 50 psig     0 psig  2 psig 
TT-04- HS- 0409-01 Extruder On/Off Switch Part of F-0409 On-Off On     Off  na 
TT-04- TAH- 0409-01 Extruder Zone #1 Temperature Alarm Hi Part of F-0409 On-Off Off   Vendor TBD  Off  na 
TT-04- TAL- 0409-01 Extruder Zone #1 Temperature Alarm Lo Part of F-0409 On-Off Off   Vendor TBD  Off  na 
TT-04- TE- 0409-01 Extruder Zone #1 Temperature Thermocouple Part of F-0409 Vendor TBD Vendor TBD     0 F  0.27 F 
TT-04- TIC- 0409-01 Extruder Zone #1 Temperature Indicating Controller Part of F-0409 Vendor TBD Vendor TBD     0 F  0.50% 
TT-04- TIC- 0409-01 Extruder Zone #1 Temperature Indicating Controller Part of F-0409 Vendor TBD Vendor TBD     0 F  0.50% 
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Stabilization Building Table O Equipment-Instruments-Interlock 

 
TT-04- HS- 0409-02 Extruder Emergency Off Switch HS On-Off On     Off  na 
TT-04- TAH- 0409-02 Extruder Zone #2 Temperature Alarm Hi Part of F-0409 On-Off Off   Vendor TBD  Off  na 
TT-04- TAL- 0409-02 Extruder Zone #2 Temperature Alarm Lo Part of F-0409 On-Off Off  Vendor TBD  Off  na 
TT-04- TE- 0409-02 Extruder Zone #2 Temperature Thermocouple Part of F-0409 Vendor TBD Vendor TBD    0 F  0.27 F 
TT-04- TIC- 0409-02 Extruder Zone #2 Temperature Indicating Controller Part of F-0409 Vendor TBD Vendor TBD    0 F  0.50% 
TT-04- TAH- 0409-03 Extruder Zone #3 Temperature Alarm Hi Part of F-0409 On-Off Off   Vendor TBD  Off  na 
TT-04- TAL- 0409-03 Extruder Zone #3 Temperature Alarm Lo Part of F-0409 On-Off Off  Vendor TBD  Off  na 
TT-04- TE- 0409-03 Extruder Zone #3 Temperature Thermocouple Part of F-0409 Vendor TBD Vendor TBD    0 F  0.27 F 
TT-04- TIC- 0409-03 Extruder Zone #3 Temperature Indicating Controller Part of F-0409 Vendor TBD Vendor TBD    0 F  0.50% 
TT-04- TAH- 0409-04 Extruder Zone #4 Temperature Alarm Hi Part of F-0409 On-Off Off   Vendor TBD  Off  na 
TT-04- TAL- 0409-04 Extruder Zone #4 Temperature Alarm Lo Part of F-0409 On-Off Off  Vendor TBD  Off  na 
TT-04- TE- 0409-04 Extruder Zone #4 Temperature Thermocouple Part of F-0409 Vendor TBD Vendor TBD    0 F  0.27 F 
TT-04- TIC- 0409-04 Extruder Zone #4 Temperature Indicating Controller Part of F-0409 Vendor TBD Vendor TBD    0 F  0.50% 
TT-04- TAH- 0409-05 Extruder Zone #5 Temperature Alarm Hi Part of F-0409 On-Off Off   Vendor TBD  Off  na 
TT-04- TAL- 0409-05 Extruder Zone #5 Temperature Alarm Lo Part of F-0409 On-Off Off  Vendor TBD  Off  na 
TT-04- TE- 0409-05 Extruder Zone #5 Temperature Thermocouple Part of F-0409 Vendor TBD Vendor TBD    0 F  0.27 F 
TT-04- TIC- 0409-05 Extruder Zone #5 Temperature Indicating Controller Part of F-0409 Vendor TBD Vendor TBD    0 F  0.50% 
TT-04- TI- 0411-01 Extruder Heat Exchanger Supply Temperature Gauge TI-G 0-200 F 80 F     0 F  2 F 
TT-04- TI- 0411-02 Extruder Heat Exchanger Return Temperature Gauge TI-G 0-200 F 100 F     0 F  2 F 
TT-04- HS- 0415-01 Waste Container Lift/Dumper Up/Down Switch Part of E-0415 Up-Hold-Down Up     Hold  na 
TT-04- HS- 0415-02 Waste Container Lift/Dumper Emergency Stop Switch Part of E-0415 On-Off On     Off  na 
TT-04- HS- 0416-01 Polymer Filing Enclosure Rotate On/Off Switch Part of Z-0416 On-Off On     Off  na 
TT-04- HS- 0416-02 Polymer Filing Enclosure Fan On/Off Switch Part of Z-0416 On-Off On     Off  na 
TT-04- TI- 0911-01 Extruder Heat Exchanger PCW Supply Temperature Gauge TI-G 0-200 F 80 F     0 F  2 F 
TT-04- TI- 0911-02 Extruder Heat Exchanger PCW Return Temperature Gauge TI-G 0-200 F 90 F     0 F  2 F 

              
              
              
  TAG INTERLOCK DESCRIPTION TYPE INPUTS OUTPUTS ACTION System Drawing # Remarks  

     TT-04-  No interlocks           
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   PHYSICAL EXTRACTION SYSTEM (TT-05)         

   DRAWING # 31001-P-026           

              
  TAG EQUIPMENT DESCRIPTION SPEC. NO.          

TT-05- ABB- 0503 ABRASIVE BLAST BOOTH 11600          
TT-05- PMP- 0505 ABRASIVE WASH PUMP 11600          
TT-05- Z- 0506 LIQUID DRIP PAN 11500          
TT-05- PMP- 0507 ABRASIVE RINSE PUMP 11600          
TT-05- FLT- 0508 FILTER 11600          
TT-05- FLT- 0511 DEMISTER FILTER           
TT-05- Z- 0513 FROZEN CO2 PELLETS 11600          
TT-05- FLT- 0514 AIR FILTER -          
TT-05- PMP- 0515 CO2 JET PUMP 15140          

              
              
  TAG INSTRUMENT DESCRIPTION SPEC. NO. 15130H  

TYPE 
RANGE NORMAL 

OPERATING 
SETPOINT 

ALARM          
LO LO 

ALARM 
LO 

ALARM HI ALARM 
HI HI 

FAIL 
STATE 

INPUT TO 
INTERLOCK 

ACCURACY 

TT-05- HS- 0504 Emergency Stop Switch HS On-Off On     Off ILK-1501 na 
TT-05- HS- 0505 Wash Pump On/Off Switch Part of PMP-0505 On-Off On     Off  na 
TT-05- CA- 0506-01 Liquid Drip Pan Leak Alarm Light/Horn Pilot2 On-Off Off     Off  na 
TT-05- CA- 0506-02 Liquid Drip Pan Leak Alarm Light/Horn Pilot2 On-Off Off     Off  na 
TT-05- CE- 0506 Liquid Drip Pan Leak Detection Element CE On-Off Off     Off  1/8 in 
TT-05- HS- 0507 Rinse Pump On/Off Switch Part of PMP-0507 On-Off Off     Off  na 
TT-05- PDI- 0509 Abrasive Blast Booth Vent Differential Pressure 

Gauge 
PDI-G3 0-2 in wg 0.5-1.5 in wg    0 in wg  0.04 in wg 

TT-05- LAH- 0510 Abrasive Slurry Level Alarm Hi Pilot/Pizo On-Off Off   38 in  Off  na 
TT-05- LAHH- 0510-01 Abrasive Slurry Level Alarm Hi Hi Pilot/Pizo On-Off Off    43 in Off  na 
TT-05- LAHH- 0510-02 Abrasive Slurry Level Alarm Hi Hi Pilot/Pizo On-Off Off    43 in Off  na 
TT-05- LAL- 0510 Abrasive Slurry Level Alarm Lo Pilot/Pizo On-Off Off  10 in   Off  na 
TT-05- LET- 0510 Abrasive Slurry Level Element Transmitter LET 0-48 in 38 in     0 in  1/16 in 
TT-05- LI- 0510 Abrasive Slurry Level Indicator DSPLY 0-48 in 38 in     0 in  0.4 in 
TT-05- FV- 0512 CO2 Wash Pellet Solenoid Valve 15111-FV Open-Close Open     Close  na 
TT-05- HS- 0512 CO2 Wash Pellet Valve Open/Close Switch HS On-Off On     Off  na 

              
              
              
  TAG INTERLOCK DESCRIPTION TYPE INPUTS OUTPUTS ACTION System Drawing # Remarks  

TT-05- ILK- 1501 Emergency Stop Hardwire HS-0504 HS-0505 Off   Secure Wash Pump  
      HS-0507 Off   Secure Rinse Pump  
      HS-0512 Close(off)  Secure CO2 Pellet Pump  
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   CONTAINER RINSE SYSTEM (TT-06)          

   DRAWING # 31001-P-027           

              
  TAG EQUIPMENT DESCRIPTION SPEC. NO.          

TT-06- Z- 0601 DRUM WASHER 11400          
TT-06- PMP- 0602 DRUM WASHER RECIRCULATION PUMP 11400          
TT-06- Z- 0603 TOTE/BIN WASHER ENCLOSURE 11400          
TT-06- PMP- 0604 BIN WASHER HI PRESSURE PUMP 11400          
TT-06- PMP- 0605 BIN WASHER RINSE PUMP 11400          
TT-06- PMP- 0606 BIN WASHER SCAVENGER PUMP 11400          
TT-06- FLT- 0607 AIR FILTER 15885          

              
              
  TAG INSTRUMENT DESCRIPTION SPEC. NO. 15130H  

TYPE 
RANGE NORMAL 

OPERATING 
SETPOINT 

ALARM          
LO LO 

ALARM 
LO 

ALARM HI ALARM 
HI HI 

FAIL 
STATE 

INPUT TO 
INTERLOCK 

ACCURACY 

TT-06- FV- 0601 Drum Washer Drain Diverter Solenoid Valve Part of Z-0601 Rinse-Wash Wash     Wash  na 
TT-06- HS- 0601 Drum Washer Drain Diverter Valve Selection 

Switch 
Part of Z-0601 On-Off On     Off  na 

TT-06- PDI- 0601 Drum Washer Vent Differential Pressure 
Gauge 

PDI-G3 0-2 in wg 0.5-1.5 in wg    0 in wg  0.04 in wg 

TT-06- HS- 0602 Drum Washer Wash Pump On/Off Switch Part of Z-0601 On-Off On     Off  na 
TT-06- HS- 0604 Bin Washer Hi Pressure Pump Air Valve 

On/Off Switch 
Part of Z-0603 On-Off On     Off  na 

TT-06- HS- 0605 Bin Washer Rinse Pump Air Valve On/Off 
Switch 

Part of Z-0603 On-Off Off     Off  na 

TT-06- HS- 0606 Bin Washer Scavenger Pump Air Valve 
On/Off Switch 

Part of Z-0603 On-Off On     Off  na 

              
              
  TAG INTERLOCK DESCRIPTION TYPE INPUTS OUTPUTS ACTION System Drawing #  Remarks   

TT-06- ILK- 1601 Compactor Emergency Stop  Hardwire HS-0610-01 HS-0610-02 Stop TT-06 31001-P-027 Secure Compaction Piston  
      HS-0610-03 Stop       

TT-06- ILK- 1602 Compactor Door Closed Hardwire ZSC-0610 HS-0610-02 Stop TT-06 31001-P-027 Permissive For Operation  
      HS-0610-03 Stop       

 
 

A1 
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   ROOM SB-11        

              

              
  TAG EQUIPMENT DESCRIPTION SPEC. NO.          
              
              
              
              

SB-01- CRN
- 

0105 MONORAIL CRANE 14100   
078-1        

              
              
              
              
              
              
              
              

              
              
              
              
              
              
              
              
              
              
              
            

             
 

078-1 

RCRA/TSCA Permit R  TBD, 2013 
Attachment TT – Equipment/Instrument list for STB   Revision 4 



Stabilization Building Table S Equipment-Instruments-Interlock 

   CONFINEMENT SUPPLY SYSTEM (SB-02) 
       

   DRAWING # 31001-P-029-01         

              
 TAG  EQUIPMENT DESCRIPTION SPEC. NO.          

SB-02- AHU- 0204 AIR HANDLING UNIT #1           
SB-02- AHU- 0205 AIR HANDLING UNIT #2           

              
              
 TAG INSTRUMENT DESCRIPTION SPEC. NO. 15130H  

TYPE 
Range NORMAL 

OPERATING 
SETPOINT 

ALARM          
LO LO 

ALARM 
LO 

ALARM HI ALARM 
HI HI 

FAIL 
STATE 

INPUT TO 
INTERLOCK 

ACCURACY 

SB-02- PDT- 0206 Sorting and Mixing Pressure Differential 
Transmitter 

PDT 0-0.5 in wg      0 in wg  0.01 in wg 

SB-02- PDT- 0207 Liquid Consolidation Pressure Differential 
Transmitter 

PDT 0-0.5 in wg      0 in wg  0.01 in wg 

SB-02- PDT- 0208 Bulk Waste Receiving Pressure Differential 
Transmitter 

PDT 0-0.5 in wg      0 in wg  0.01 in wg 

SB-02- PDT- 0209 Containerized Waste Pressure Differential 
Transmitter 

PDT 0-0.5 in wg      0 in wg  0.01 in wg 

SB-02- PDC- 0216 Supply Air Pressure Differential Controller CTRLR2 0-0.5 in wg      0 in wg  0.001 in wg 
SB-02- HS- 0204-01 AHU #1 On/Off Switch HS On-Off On     Off  na 
SB-02- HS- 0204-02 AHU #1 On/Off Switch HS On-Off On     Off  na 
SB-02- HS- 0205-01 AHU #1 On/Off Switch HS On-Off On     Off  na 
SB-02- HS- 0205-02 AHU #1 On/Off Switch HS On-Off On     Off  na 

              
              
  TAG INTERLOCK DESCRIPTION TYPE INPUTS OUTPUTS ACTION System Drawing # Remarks 

SB-02- ILK- 3211 Loss of Building Exhaust Hardwire HS-0251-01 HS-0204-01 Off SB-02 31001- 
P-029-01 

Turn off Supply Air if Exhaust Fail 

     HS-0251-02 HS-0204-02 Off   Turn off Supply Air if Exhaust Fail 
     HS-0252-01 HS-0205-01 Off   Turn off Supply Air if Exhaust Fail 
     HS-0252-02 HS-0205-02 Off   Turn off Supply Air if Exhaust Fail 
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   CONFINEMENT EXHAUST SYSTEM (SB-02) 

       

   DRAWING # 31001-P-029-02           

              
 TAG  EQUIPMENT DESCRIPTION SPEC. NO.          

SB-02- EU- 0251 EXHUAST UNIT #1           
SB-02- EU- 0252 EXHUAST UNIT #2           

              
              
 TAG  INSTRUMENT DESCRIPTION SPEC. NO. 

15130H  TYPE 
Range NORMAL 

OPERATING 
SETPOINT 

ALARM          
LO LO 

ALARM 
LO 

ALARM HI ALARM 
HI HI 

FAIL 
STATE 

INPUT TO 
INTERLOCK 

ACCURACY 

SB-02- PDI- 0251 Exhaust #1 Hepa Filter Differential Pressure 
Gauge 

PDI-G 0-10 in wg 2 in wg   7 in wg  0 in wg  0.2 inwg 

SB-02- SIC- 0251 Exhaust Unit #1 Speed Indicating Controller Part of VFD 0-120hz 50 hz     0 hz  1 hz 
SB-02- VFD- 0251 Exhaust Unit #1 VFD VFD ---      ----  --- 
SB-02- PDI- 0252 Exhaust #2 Hepa Filter Differential Pressure 

Gauge 
PDI-G 0-10 in wg 2 in wg   7 in wg  0 in wg  0.2 inwg 

SB-02- SIC- 0252 Exhaust Unit #2 Speed Indicating Controller Part of VFD 0-120hz 50 hz     0 hz  1 hz 
SB-02- VFD- 0252 Exhaust Unit #2 VFD VFD ---      ----  --- 
SB-02- PALL- 0256 Exhaust Pressure Alarm Lo Lo Pilot/Pizo On-Off Off 3 in wg    Off  na 
SB-02- PI- 0256 Exhaust Pressure Indicator DSPLY 0-10 in wg 7 in wg     0 in wg  0.1 in wg 
SB-02- PT- 0256 Exhaust Pressure Transmitter PDT 0-10 in wg 7 in wg     0 in wg  0.2 inwg 
SB-02- HS- 0251-01 Exhaust Unit #1 On/Off Switch HS On-Off On     Off ILK-3211 na 
SB-02- HS- 0251-02 Exhaust Unit #1 On/Off Switch Part of VFD On-Off On     Off ILK-3211 na 
SB-02- HS- 0252-01 Exhaust Unit #2 On/Off Switch HS On-Off On     Off ILK-3211 na 
SB-02- HS- 0252-02 Exhaust Unit #2 On/Off Switch Part of VFD On-Off On     Off ILK-3211 na 

              
              
  TAG INTERLOCK DESCRIPTION TYPE INPUTS OUTPUTS ACTION System Drawing # Remarks  

SB-02- ILK- 3211 Loss of Building Exhaust Hardwire HS-0251-01 HS-0204-01 Off SB-02 31001-P-
029-01 

Turn Off Supply Air Fans  

     HS-0251-02 HS-0204-02 Off       
     HS-0252-01 HS-0205-01 Off       
     HS-0252-02 HS-0205-02 Off       
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   GAS MONITORING SYSTEM    (SB-05) 
       

   DRAWING # 31001-P-030          

              
 TAG  EQUIPMENT DESCRIPTION SPEC. NO.          

SB-05- CAM- 0516 RADIATION DETECTION SENSOR/MONITOR 15829          
SB-05- FLT- 0517 RECORD SAMPLE FILTER 15829          
SB-05- FL- 0518 CARTRIDGE FILTER 15829          
SB-05- Z- 0519 PILOT TUBE 15829           
SB-05- Z- 0520 STACK MASSTRON 15829          
SB-05- Z- 0522 RECORD SAMPLE MASSTRON 15829          
SB-05- Z- 0524 RADIATION MONITOR MASSTRON 15829          
SB-05- CTL- 0526 ISOKINETIC SAMPLE CONTROL MODULE 15829          
SB-05- LOG- 0528 DATA LOGGER 15829          
SB-05- CTL- 0530 STATIC PRESSURE CONTROLLER 15829          
SB-05- CTL- 0532 VACUUM PUMP CONTROL MODULE 15829          
SB-05- PMP- 0534 VACUUM PUMP #1 15829          
SB-05- PMP- 0535 VACUUM PUMP #2 15829          
SB-05- FLT- 0538 STATIC PRESSURE AIR FILTER 15829          

              
              
              
 TAG  INSTRUMENT DESCRIPTION SPEC. NO. 

15130H  TYPE 
Range NORMAL 

OPERATING 
SETPOINT 

ALARM          
LO LO 

ALARM 
LO 

ALARM 
HI 

ALARM 
HI HI 

FAIL 
STATE 

INPUT TO 
INTERLOCK 

ACCURACY 

SB-05- TE- 0515 Exhaust Stack Discharge Air Temperature 
 

Vendor Provided 0-300F 100F     Full Scale 0.27 F 
SB-05- AAH- 0516 Radiation Alarm Light/Horn Vendor Provided On-Off Off   On  Off  na 
SB-05- FE- 0521 Radiation Sample Flowmeter Element Vendor Provided TBD TBD     0 cfm  1% 
SB-05- TE- 0522 Radiation Sample Temperature Thermocouple Vendor Provided 0-300F 100F      Full Scale  0.27 F 
SB-05- FE- 0523 Record Sample Flowmeter Element Vendor Provided TBD TBD     0 cfm  1% 
SB-05- TE- 0524 Record Sample Temperature Thermocouple Vendor Provided 0-300F 100F     Full Scale  0.27 F 
SB-05- FCV- 0525 Record Sample Flow Control Valve Vendor Provided Open to Close Varies     As is  na 
SB-05- FCV- 0527 Radiation Sample Flow Control Valve Vendor Provided Open to Close Varies     As is  na 
SB-05- QA- 0528 Fault Alarm Light/Horn Vendor Provided On-Off Off   On  Off  na 
SB-05- PCV- 0531 Sample Static Pressure Control Valve Vendor Provided Open to Close Varies     As is  na 
SB-05- PI- 0533 Sample Static Pressure Gauge Vendor Provided 0 - 20 in wg TBD     0 in wg  0.2 in wg 

TABLE U 
 SB-05- PSL- 0534 Pump #1 Low Vacuum Pressure Switch Vendor Provided On-Off On   Off   Off ILK-2505 & ILK-

 
0.2 in wg 

SB-05- PSL- 0535 Pump #2 Low Vacuum Pressure Switch Vendor Provided On-Off On   Off   Off ILK-2507 & ILK-
 

0.2 in wg 
SB-05- FV- 0536 Pump Selection Intake Valve Vendor Provided Pump 1/Pump 2 Pump 1      Pump 1  na 
SB-05- FV- 0537 Pump Selection Discharge Valve Vendor Provided Pump 1/Pump 2 Pump 1      Pump 1  na 
SB-05- HS- 0537 Vacuum pump selector switch Vendor Provided Pump 1/Pump 2 Pump 1     Pump 1 ILK-2503 & ILK-

 
na 

              
              
  TAG INTERLOCK DESCRIPTION TYPE INPUTS OUTPUTS ACTION System Drawing # Remarks  

SB-05- ILK- 2501 Vacuum pump #1 off Hardwire Fan On HS-0534 Off SB-05 31001- 
P-030 

Permissive to Sample When Exhaust 
Fan is On 

 

SB-05- ILK- 2502 Vacuum pump #2 off Hardwire Fan On HS-0535 Off SB-05 31001- 
P-030 

Permissive to Sample When Exhaust 
Fan is On 
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SB-05- ILK- 2503 Vacuum pump #1 selected Hardwire HS-0537 HS-0534 

HS-0535 
On 
Off 

SB-05 31001- 
P-030 

Select Which Pump to Operate  

SB-05- ILK- 2504 Vacuum pump #2 selected Hardwire HS-0537 HS-0534 
HS-0535 

Off 
On 

SB-05 31001- 
P-030 

Select Which Pump to Operate  

SB-05- ILK- 2505 Low Pump #1 Vacuum pressure Hardwire PSL-0534 HS-0534 
HS-0535 

Off 
On 

SB-05 31001- 
P-030 

Turn On Pump #2 When Pump #1 Fails  

SB-05- ILK- 2506 Low Pump #1 Vacuum pressure Hardwire PSL-0534 HS-0534 
HS-0535 

Off 
On 

SB-05 31001- 
P-030 

Turn On Pump #2 When Pump #1 Fails  

SB-05- ILK- 2507 Low Pump #2 Vacuum pressure Hardwire PSL-0535 HS-0534 
HS-0535 

On 
Off 

SB-05 31001- 
P-030 

Turn On Pump #1 When Pump #2 Fails  

SB-05- ILK- 2508 Low Pump #2 Vacuum pressure Hardwire PSL-0535 HS-0534 
HS-0353 

On 
Off 

SB-05 31001- 
P-030 

Turn On Pump #1 When Pump #2 Fails  
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   STABILIZATION PROCESS VENT SYSTEM (SB-09) 
      

   DUST CONTROL SYSTEM #1 
        

   DRAWING # 31001-P-028-01A         

              
 TAG  EQUIPMENT DESCRIPTION SPEC. NO.          

SB-09- DC- 0919 DUST COLLECTOR 15885          
SB-09- FLT- 0923 CARBON BED FILTER 15885          
SB-09- BLO- 0925 BLOWER 15822          
SB-09- FLT- 0926 CARBON BED FILTER 15885          
SB-09- BLO- 0927 BLOWER 15822          

              
              
              
 TAG  INSTRUMENT DESCRIPTION SPEC. NO. 

15130H  TYPE 
Range NORMAL 

OPERATING 
SETPOINT 

ALARM          
LO LO 

ALARM 
LO 

ALARM HI ALARM 
HI HI 

FAIL 
STATE 

INPUT TO 
INTERLOCK 

ACCURACY 

SB-09- PDI- 0919 Dust Collector Differential Pressure Gauge With Unit 0-10 in wg 1-5 in wg     0 in wg  0.1 in wg 
SB-09- HS- 0925 Blower On/Off Switch HS On-Off On     Off  na 
SB-09- PID- 0923 Carbon Bed Filter Photoionization Detector           
SB-09- PID- 0926 Carbon Bed Filter Photoionization Detector           
SB-09- PID- 0904 Differential Pressure Gauge PDI-G3 0-5 in wg 1-3.5 in wg     0 in wg  0.1 in wg 
SB-09- PID- 0905 Differential Pressure Gauge PDI-G3 0-5 in wg 1-3.5 in wg     0 in wg  0.1 in wg 
SB-09- FCV- 0901 Flow Control Damper           
SB-09- FCV- 0902 Flow Control Damper           
SB-09- FCV- 0903 Flow Control Damper           

              
              
  TAG INTERLOCK DESCRIPTION TYPE INPUTS OUTPUTS ACTION System Drawing # Remarks  

SB-09- ILK- 2901 Loss of Building Exhaust Hardwire  HS-0925 Off SB-09 31001-P-028-02    
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Stabilization Building Table W Equipment-Instruments-Interlock 

   STABILIZATION PROCESS VENT SYSTEM (SB-09) 
      

   DUST CONTROL SYSTEM #2 
        

   DRAWING # 31001-P-028-02A         

              
 TAG  EQUIPMENT DESCRIPTION SPEC. NO.          

SB-09- DC- 0920 DUST COLLECTOR 15885          
SB-09- FLT- 0922 CARBON BED FILTER 15885          
SB-09- BLO- 0926 BLOWER 15822          

              
              
 TAG  INSTRUMENT DESCRIPTION SPEC. NO. 

15130H  TYPE 
Range NORMAL 

OPERATING 
SETPOINT 

ALARM          
LO LO 

ALARM 
LO 

ALARM HI ALARM 
HI HI 

FAIL 
STATE 

INPUT TO 
INTERLOCK 

ACCURACY 

SB-09- PDI- 0920 Dust Collector Differential Pressure Gauge PDI-G3 0-10 in wg 1-5 in wg     0 in wg  0.1 in wg 
SB-09- PID- 0922 Carbon Bed Filter Photoionization Detector           
SB-09- HS- 0926 Blower On/Off Switch HS On-Off On     Off  na 

              
              
              
  TAG INTERLOCK DESCRIPTION TYPE INPUTS OUTPUTS ACTION System Drawing # Remarks  

SB-09- ILK- 2901 Loss of Building Exhaust Hardwire  HS-0926 Off SB-09 31001-P-028-03    
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Stabilization Building Table X Equipment-Instruments-Interlock 

   STABILIZATION PROCESS VENT SYSTEM (SB-09) 
      

   FUME EXHAUST SYSTEM 
       

   DRAWING # 31001-P-028-03A,B         

              
 TAG  EQUIPMENT DESCRIPTION SPEC. NO.          

SB-09- FLT- 0931 DEMISTER FILTER 15885          
SB-09- FLT- 0932 DEMISTER FILTER 15885          
SB-09- FLT- 0933 DEMISTER FILTER 15885          
SB-09- FLT- 0939 CARBON BED FILTER 15885          
SB-09- BLO- 0937 BLOWER 15822          

              
              
 TAG  INSTRUMENT DESCRIPTION SPEC. NO. 

15130H  TYPE 
Range NORMAL 

OPERATING 
SETPOINT 

ALARM          
LO LO 

ALARM 
LO 

ALARM HI ALARM HI 
HI 

FAIL 
STATE 

INPUT TO 
INTERLOCK 

ACCURACY 

SB-09- HS- 0937 Blower On/Off Switch HS On-Off On     Off  na 
SB-09- PID- 0939 Carbon Bed Filter Photoionization Detector           

              
              
  TAG INTERLOCK DESCRIPTION TYPE INPUTS OUTPUTS ACTION System Drawing # Remarks  

SB-09- ILK- 2901 Loss of Building Exhaust Hardwire  HS-0937 Off SB-09 31001-P-028-04    
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Stabilization Bldg Table Y Complete List of NTTB Manual Valves 

TAG DESCRIPTION SPEC. NO. 
15101 TYPE 

ST-05- V- 05003 Record Filter Housing Discharge Valve Vendor Provided 
ST-05- V- 05004 Record Filter Flowmeter Pressure Valve Vendor Provided 
ST-05- V- 05005 Record Filter Flowmeter Pressure Valve Vendor Provided 
ST-05- V- 05008 Radiation Sensor Discharge Valve Vendor Provided 
ST-05- V- 05009 Radiation Sensor Flowmeter Pressure Valve Vendor Provided 
ST-05- V- 05010 Radiation Sensor Flowmeter Pressure Valve Vendor Provided 
ST-05- V- 05015 Static Pressure Controller inlet Valve Vendor Provided 
ST-05- V- 05016 Static Pressure PI inlet Valve Vendor Provided 
ST-05- V- 05018 Pump #1 Vacuum relief Valve Vendor Provided 
ST-05- V- 05019 Pump #1 Discharge Check Valve Vendor Provided 
ST-05- V- 05020 Pump #2 Vacuum relief Valve Vendor Provided 
ST-05- V- 05021 Pump #2 Discharge Check Valve Vendor Provided 
ST-05- V- 05022 IA Supply Isolation to CAM Sample Flow Control Valve BA-1 
ST-05- V- 05023 IA Supply Isolation to Filter Sample Flow Control Valve BA-1 
ST-05- V- 05024 IA Supply Isolation Valve to Static Pressure Control Valve BA-1 
ST-05- V- 05025 IA Supply Isolation Valve to Pump Selection Valve BA-1 
ST-05- V- 05026 IA Supply Isolation Valve to Pump Selection Valve BA-1 
ST-05- V- 05027 IA Supply Pressure Regulator Valve PRV-20 
TP-01- V- 01001 Shredder N2 Purge Isolation Valve BA-1 
TP-04- V- 04001 Chemical Pump Service Air Isolation Valve BA-1 
TP-04- V- 04002 Transfer Pump Service Air Isolation Valve BA-1 
TP-04- V- 04003 Chemical Pump Check Valve CK-75 
TP-04- V- 04005 Transfer Pump Check Valve CK-75 
TP-04- V- 04006 Bag Filter #1 Isolation Valve BA-24 
TP-04- V- 04007 Bag Filter #1 Bypass Valve BA-24 
TP-04- V- 04008 Bag Filter #1 Discharge Valve BA-24 
TP-04- V- 04009 Treatment Tank #1 Transfer Inlet Valve BA-24 
TP-04- V- 04010 Treatment Tank #1 Recirculation Inlet Valve BA-1 
TP-04- V- 04011 Treatment Tank #1 Venting Air Check Valve 0 
TP-04- V- 04012 Treatment Tank #2 Venting Air Check Valve 0 
TP-04- V- 04013 Treatment Tank #2 Transfer Inlet Valve BA-24 
TP-04- V- 04014 Treatment Tank #2 Recirculation Inlet Valve BA-1 
TP-04- V- 04015 Treatment Tank #1 Discharge Valve BA-24 
TP-04- V- 04016 Treatment Tank #1 Drain Valve BA-24 
TP-04- V- 04017 Treatment Tank #2 Discharge Valve BA-24 
TP-04- V- 04018 Treatment Tank #2 Drain Valve BA-24 
TP-04- V- 04019 Pump #1 Discharge Check Valve CK-75 
TP-04- V- 04020 Pump #1 Discharge Drain Valve BA-24 
TP-04- V- 04021 Pump #2 Discharge Check Valve CK-75 
TP-04- V- 04022 Pump #2 Discharge Drain Valve BA-24 
TP-04- V- 04023 Filter/Bypass Selection Valve 0 
TP-04- V- 04024 Recirculation Sample Valve BA-24 
TP-04- V- 04025 Pump #1 Pressure Relief Valve 0 
TP-04- V- 04026 Pump #1 Pressure Relief Check Valve CK-75 
TP-04- V- 04027 Pump #2 Pressure Relief Valve 0 
TP-04- V- 04028 Pump #2 Pressure Relief Check Valve CK-75 
TP-04- V- 04029 Recirculation Check Valve CK-75 
TP-04- V- 04030 Discharge Check Valve CK-75 
TP-04- V- 04031 Recirculation/Transfer Selection Valve 0 
TP-04- V- 04032 TIC Inlet Isolation Valve BA-24 
TP-04- V- 04033 TIC Vent Isolation Valve BA-1 
TP-04- V- 04035 Bag Filter #2 Isolation Valve BA-24 
TP-04- V- 04036 Bag Filter #2 Bypass Valve BA-24 
TP-04- V- 04037 Bag Filter #2 Discharge Valve BA-24 
TP-04- V- 13100 Service Air Header Valve BA-1 
TP-04- V- 13101 Service Air Pressure Regulating Valve PRV-21 
TP-06- STR- 06001 Transfer Strainer 0 
TP-06- V- 06001 TIC Vent Isolation Valve BA-1 
TP-06- V- 06002 Container Pump Check Valve CK-75 
TP-06- V- 06003 0 0 

TABLE Y 
 TP-06- V- 06004 Holding Tank Header Inlet Isolation Valve BA-24 

TP-06- V- 06005 Holding Tank #1 Air Vent Isolation Valve BA-1 
TP-06- V- 06006 Holding Tank #1 Inlet Isolation Valve BA-24 
TP-06- V- 06007 Holding Tank #1 Process Vent Isolation Valve BA-1 
TP-06- V- 06008 Holding Tank #1 Recirculation Isolation Valve BA-24 
TP-06- V- 06009 Holding Tank #1 Discharge Valve BA-24 
TP-06- V- 06010 Holding Tank #1 Drain Valve BA-24 
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Stabilization Building Table Y Complete List of NTTB Manual Valves 

 
TP-06- V- 06011 Holding Tank #2 Air Vent Isolation Valve BA-1 
TP-06- V- 06012 Holding Tank #2 Inlet Isolation Valve BA-24 
TP-06- V- 06013 Holding Tank #2 Process Vent Isolation Valve BA-1 
TP-06- V- 06014 Holding Tank #2 Recirculation Isolation Valve BA-24 
TP-06- V- 06015 Holding Tank #2 Discharge Valve BA-24 
TP-06- V- 06016 Holding Tank #2 Drain Valve BA-24 
TP-06- V- 06017 0 0 
TP-06- V- 06018 0 0 
TP-06- V- 06019 0 0 
TP-06- V- 06020 Pump #1 Discharge Isolation Valve BA-24 
TP-06- V- 06021 Pump #1 Discharge Check Valve CK-75 
TP-06- V- 06022 Pump #2 Discharge Isolation Valve BA-24 
TP-06- V- 06023 Pump #2 Discharge Check Valve CK-75 
TP-06- V- 06024 Discharge Header Check Valve CK-75 
TP-06- V- 06025 UV Filter Inlet Isolation Valve BA-24 
TP-06- V- 06026 UV Filter Inlet Bypass Valve BA-24 
TP-06- V- 06027 UV Filter Discharge Isolation Valve BA-24 
TP-06- V- 06028 TIC Inlet Isolation Valve BA-24 
TP-06- V- 06029 TIC Process Vent Isolation Valve BA-1 
TP-06- V- 06030 Isolation Valve BA-24 
TP-06- V- 06031 Recirculation Isolation Valve BA-24 
TP-06- V- 06032 Recirculation Sample Valve BA-24 
TP-06- V- 13102 Service Air Header Valve BA-1 
TP-07- V- 07001 Grout Tank Process Water Isolation Valve GL-3 
TP-07- V- 07002 Sump Pump Inlet Valve BA-1 
TP-07- V- 07003 Sump Pump Discharge Valve BA-1 
TP-07- V- 13103 Sump Pump Service Air Valve BA-1 
TP-08- V- 08001 Condensate Trap Discharge Valve 0 
TP-08- V- 08002 Condenser PCW Return Valve BA-1 
TP-08- V- 08003 Condenser PCW Supply Valve BA-1 
TP-08- V- 08004 Dryer Ambient Air Supply Check Valve 0 
TP-09- V- 09001 TIC Process Vent Isolation Valve BA-1 
TP-09- V- 09002 TIC Process Vent Isolation Valve BA-1 
TP-09- V- 09003 TIC Inlet Isolation Valve BA-24 
TP-09- V- 09004 Glove Box Discharge Isolation Valve BA-24 
TP-09- V- 09005 Glove Box N2 Purge Isolation Valve BA-1 
TT-01- V- 01001 Process Water Make-up Supply Check Valve CK-1 
TT-01- V- 01002 Process Water Make-up Solenoid Inlet Valve BA-1 
TT-01- V- 01003 Process Water Make-up Solenoid Discharge Valve BA-1 
TT-01- V- 01004 Process Water Make-up Solenoid Bypass Valve BA-1 
TT-02- V- 02001 Process Water Make-up Supply Check Valve CK-1 
TT-02- V- 02002 Process Water Make-up Solenoid Inlet Valve BA-1 
TT-02- V- 02003 Process Water Make-up Solenoid Discharge Valve BA-1 
TT-02- V- 02004 Process Water Make-up Solenoid Bypass Valve BA-1 
TT-03- STR- 03001 Transfer Strainer 0 
TT-03- PW-V- 030014 Mixer Service Air Isolation Valve Process Water Ball Valve BA-1 
TT-03- V- 03002-03005 Container Pump Service Air Isolation Valve Line Mounted Flow Control Valve BA-1 SP-1 
TT-03- V- 030037-8 Transfer Isolation Valve Line Mounted Flow Control Valve BA-24 SP-1 
TT-03- V- 0300411-12 Transfer Check Valve Line Mounted Flow Control Valve CK-75 SP-1 
TT-03- V- 0300516-17 Transfer Container Process Vent Valve High Pressure Ball Valve BA-1 SP-2 
TT-03- V- 1310403001 Service Air Header Valve Directional Control Valve BA-1 SP-3 

TT-03- V- 03006 Directional Control Valve SP-3 
TT-03- V- 03009 Directional Control Valve SP-3 
TT-03- V- 03010 Directional Control Valve SP-3 
TT-03- V- 03013, Directional Control Valve SP-3 
TT-04- V- 04041 Heat Exchanger PCW Supply Valve BA-1 
TT-04- V- 04042 Heat Exchanger PCW Return Valve BA-1 
TT-04- V- 04043 Heat Exchanger Water Return Valve BA-10 
TT-04- V- 04044 Heat Exchanger Water Supply Valve BA-10 
TT-04- V- 04045 Zone 1 Water Return Valve BA-10 
TT-04- V- 04046 Zone 1 Water Supply Valve BA-10 
TT-04- V- 04047 Zone 2 Water Return Valve BA-10 
TT-04- V- 04048 Zone 2 Water Supply Valve BA-10 
TT-04- V- 04049 Zone 3 Water Return Valve BA-10 
TT-04- V- 04050 Zone 3 Water Supply Valve BA-10 
TT-04- V- 04051 Zone 4 Water Return Valve BA-10 
TT-04- V- 04052 Zone 4 Water Supply Valve BA-10 
TT-04- V- 04053 Zone 5 Water Return Valve BA-10 
TT-04- V- 04054 Zone 5 Water Supply Valve BA-10 
TT-04- V- 13105 Service Air Valve BA-1 
TT-05- V- 05001 Process Water Isolation Valve BA-1 
TT-05- V- 05002 Process Water Check Valve CK-1 
TT-05- V- 05003 Transfer Isolation Valve BA-1 
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TT-05- V- 05004 Slurry Drain Valve BA-24 
TT-05- V- 05005 Wash Supply Valve BA-24 
TT-05- V- 05006 Rinse Drain Valve BA-24 
TT-05- V- 05007 Rinse Supply Valve BA-24 
TT-05- V- 13106 Service Air Header Valve BA-1 
TT-06- STR- 06041 Tote/Bin Washer Scavenger Pump Discharge Strainer BA-24 
TT-06- V- 06041 Drum Washer Filtered Liquid Supply Isolation Valve BA-24 
TT-06- V- 06042 Tote/Bin Washer Filtered Liquid Supply Isolation Valve BA-24 
TT-06- V- 06043 Drum Washer Drain Valve BA-24 
TT-06- V- 06044 Tote/Bin Washer Drain Valve BA-24 
TT-06- V- 06045 Tote/Bin Washer S.A. Pressure Regulating Valve PRV-20 
TT-06- V- 06046 Tote/Bin Washer Scavenger Pump S.A. Isolation Valve BA-1 
TT-06- V- 06047 Tote/Bin Washer Hi Pressure Pump S.A. Isolation Valve BA-1 
TT-06- V- 06048 Tote/Bin Washer Rinse Pump S.A. Isolation Valve BA-1 
TT-06- V- 06049 Tote/Bin Washer Scavenger Pump Discharge Check Valve CK-75 
TT-06- V- 06050 TIC Inlet Isolation Valve BA-24 
TT-06- V- 13107 Tote/Bin Washer S.A Header Isolation Valve BA-1 
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Stabilization Building Table Z  

 
AEROSOL CAN PUNCTURE SYSTEM (TP-15) 

              

              
  TAG EQUIPMENT DESCRIPTION SPEC. NO.          

TP-15- Z- 0309 AEROSOL CANISTER TOOL 15885          
              
              
              
              
              
              
              
              
              
              

  TAG INSTRUMENT DESCRIPTION SPEC. NO. 
11950  TYPE 

RANGE NORMAL 
OPERATING 
SETPOINT 

ALARM          
LO LO 

ALARM 
LO 

ALARM 
HI 

ALARM 
HI HI 

FAIL 
STATE 

INPUT TO 
INTERLOCK 

ACCURACY 

TP-15- Z- 0309 Portable, Drum-mounted Aerosol Can Puncturing Device NA NA Closed lid NA NA NA NA Off NA NA 
              
              
              
              
              
              
              
              
              
              
              
              
              
              
              
              
              
              
              
              
              

  TAG INTERLOCK DESCRIPTION TYPE INPUTS OUTPUTS ACTION System Drawing # Remarks 
TP-15- Z- 0309 NA NA NA NA  TP-03 PERMAFIX-DWG-STB-GA-

TP15-001 
Puncturing Device 

        TP-03 Carbon Filter 
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