



































Table 7. A Summary of the Comparisons of Laboratory Results - Composite
Sample, Permit Parameters.

WEYCO, WEYCO,
Constituent Location DOE Longview R&D
8005 (mg/1)  Primary Influent 290 319 308
Primary Effluent 240 287 276
A/C Sump 170 228 191
#1 Sec. Clar. Eff. DOE 15 16 11
#1 Sec. Clar. Eff. WEYCO 20 - 15
#2 Sec. Clar. Eff. DOE 13 16 15
Sanitary Effluent b 7 e
- TSS Primary Influent - 1,080 1,170
Primary Effiuent 65 71 EQE
A/C Sump. 58 80 Vs
#1 Sec. Clar. Eff. DOE 37 50 46
#1 Sec. Clar. Eff. WEYCO AL 48 48
#2 Sec. Clar. Eff. DOE 20 31 G4**
Filter Backwash 360 401 5,800*
Cooling Water < - b, 390"
Sanitary Effluent 10 7.9 e
pH Primary Influent 9.7 9.4 7.2%
Primary Effluent 9.9 9.5 7.3*
A/C Sump 4.4 4.4 3.8
#1 Sec. Clar. EFff. DOE 7.0 7.1 7.3
#1 Sec. Clar. Eff. WEYCO 7.0 7.2 7.1
#2 Sec. Clar. Eff. DOE 7.2 7.3 /.3
Filter Backwash 7.1 e 6.8
Cooling Water 7.4 6.9 7.5
Sanitary Effluent 6.9 e o

*Probable taboratory errors.
**Possible Taboratory errors.
"< = "less than"



